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EXECUTIVE SUMMARY

Applied Environmental, Inc. conducted an Indoor Air Quality (IAQ) survey of Suite 900 at the
Skyline V office building in Falls Church, Virginia. The initial survey was conducted on
November 17 through 19, 2003. Additional sampling performed at the request of the occupants
was conducted on December 8, 2003. The investigation was performed by William Lee, Staff
Industrial Hygienist, in response to occupant complaints of medical conditions perceived to be
related to IAQ following repeated water incursion into the suite. The assessment consisted of
direct-reading measurement of carbon monoxide (CO), carbon dioxide (CO,), temperature, and
relative humidity. In addition, microbial air sampling was performed to measure viable airborne
fungal and bacterial concentrations throughout the suite.

Air quality within Suite 900 of the Skyline V office building was within acceptable limits for
most of the parameters measured. Temperatures exceeded the recommended comfort ranges in
some locations. Microbial air concentrations were low in most locations and the organisms
identified would not be anticipated to cause adverse health effects at the concentrations
measured. However, in Rooms 9176, 9187, 9189, 9190, 9194, 9197, and 9196, fungal
concentrations were moderately elevated and some of the organisms identified have been
associated with adverse health effects, including Aspergillus and Penicillium species fungi.
Visually inspected Heating, Ventilation and Air-Conditioning (HVAC) equipment was clean.

The recommendations for Skyline V, Suite 900 include:

o All water incursion sources in this suite must be identified and eliminated.

¢  Water damaged building materials allowed to remain wet for more than 48 hours should
be removed and replaced, such as materials occupants reported that remained wet for
several days, including carpeting, insulation and gypsum wallboard.

Full recommendations are provided at the conclusion of this report.
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LOCATION DESCRIPTION

The office suite designated as Skyline V, Suite 900 is composed of 115 offices and conference
rooms and one medium sized copy room. There are approximately 167 employees assigned to
the suite. A copy of the floor plan is provided in Attachment 1.

Worker activities consist of typical office and administrative operations. No assembly,
manufacturing, or other industrial operations are conducted in this area. The rooms contain
typical office furnishings. Interior building materials consist of typical office components
including gypsum wallboard, eight-foot suspended acoustic tile ceilings, and carpeting over
concrete floors.

Housekeeping was satisfactory with light to moderate dust accumulation observed on horizontal
surfaces in the suite. Water stained ceiling tiles in several offices, and many large stains on
carpet in the common areas were present. The suite has experienced several rain water intrusions
generally from the windows facing the courtyard near the vicinity of Room 9190. The last water
incursion was reported to have occurred in September 2003. Building materials were reported to
be significantly damaged during the rain event. In addition, water damaged building materials
were reported by the suite occupants to be left in the damaged condition for approximately three
days before any reactive abatement procedures commenced. As reported by the occupants, some
base cove of affected walls was removed and cuts or openings were made to promote drying. No
carpet was replaced. During the current survey, no obvious signs of microbial growth were

observed.

Many odors from occupant attempts to improve the workspace ambient air, were noted
throughout the suite. In addition, odors related to food and cooking were observed in the vicinity
of the kitchenettes.

Supplies consisted of typical office products. No Hazardous Materials Inventories were
available or chemicals stored were anticipated to adversely affect IAQ in the site.

SAMPLING STRATEGY

The IAQ survey, industrial hygiene sampling, and data interpretation were completed in
accordance with protocol established by the following agencies and non-regulatory standards, as
appropriate:

e Occupational Safety and Health Administration (OSHA);

e Environmental Protection Agency (EPA);

e National Institutes for Occupational Safety and Health (NIOSH);

¢ American Conference of Governmental Industrial Hygienists (ACGIH);

¢ American Industrial Hygiene Association (ATHA); '

e American Society of Heating, Refrigerating and Air-Conditioning Engineers, Inc.,
(ASHRAE);

e World Health Organization (WHO); and
¢ Current industry standards.
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SAMPLING RESULTS

The sampling locations and the results of the measurements collected are presented in the
following data tables along with relevant comparison criteria for each sampling parameter.

Direct-Reading Measurements

November 17, 2003
- Relative
. . Carbon Dioxide Temperature A Carbon
Location Time (ppm) CF) H“(':'A')‘)"ty Monoxide (ppm)
73-79°F
Outdoor summer/transitional
Concentration + 68-74°F ( :gﬁ%) (g)sf;‘;z‘)
COMPARISON CRITERIA 700 ppm (ASHRAE) | winter/transitional 20-60% 9
4 () ppm
<1,000 ppm ASHRAE (OSHA) (ASHRAE)

(NIOSH/OSHA) 68-76°F

OSHA
Outdoors 8:55 am. 370 50.9 80.7 0
4:48 p.m. 397 54.0 84.0 0
Room 9093 9:17 am. 606 69.8 49.7 0
2:10 p.m. 528 70.7 47.1 0
Room 9095 9:21 am. 599 70.0 45.1 0
2:12 p.m. 481 73.6 43.3 0
Room 9099 9:24 a.m. 583 71.2 44.8 0
2:15 p.m. 589 732 43.7 0
Room 9096 9:27 a.m. 561 70.1 43.0 0
2:17 p.m. 492 72.9 44.7 [
Room 9101 9:30 a.m. 573 69.9 439 0
2:19 p.m. 547 73.0 43.2 0
Room 9105 9:32 a.m. 580 68.3 452 0
2:22 p.m. 503 70.1 44.1 0
Room 9103 9:35 am. 559 70.9 46.0 0
2:25 p.m. 504 70.4 46.9 0
Room 9106 9:37 a.m. 543 70.7 444 0
2:27 p.m. 590 70.6 47.3 0
Room 9107 9:40 a.m. 557 70.3 449 0
2:30 p.m, 488 714 47.1 0
Room 9109 9:42 am, 589 70.7 44.1 0
2:32 pm. 526 71.0 46.5 0
Room 9116 9:44 am. 573 713 443 0
2:34 p.m. 504 71.6 46.6 0
Room 9110 9:46 a.m. 563 71.5 43.4 0
2:36 p.m. 525 72.1 46.2 0
Room 9112 9:48 am. 568 7.7 429 Q
2:38 p.m. 680 724 45.8 0
Room 9181 9:52 a.m. 501 70.5 43.7 0
2:40 p.m. 476 71.1 454 0
Room 9180 9:54 am. 517 70.6 45.0 0
2:43 p.m. 509 72.6 45.1 0
Room 9179 9:56 a.m. 538 71.2 44.2 0
2:46 p.m. 511 72.7 44.9 0
Room 9187A 9:58 a.m. 504 70.1 44.0 0
2:48 p.m. 532 71.8 45.2 0
Room 9177 10:01 a.m. 553 69.9 45.5 0
2:50 p.m. 507 71.9 45.6 0
Room 9188 10:03 a.m. 517 69.3 459 0
2:53 p.m. 494 70.4 46.4 0
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Location Time Carbon Dioxide Tempoerature ]-ll{:::it(li‘i/:y Ca.rbon
(ppm) CF) (%) Monoxide (ppm)
Room 9189 10:06 a.m. 575 69.1 46.4 0
2:56 p.m. 503 70.6 473 0
Room 9207 10:09 a.m. 541 69.6 45.9 0
2:58 p.m. 586 71.1 46.8 0
Room 9206 10:12 a.m. 547 69.8 45.8 0
3:01 p.m. 535 714 47.0 0
Room 9204 10:14 am. 516 69.3 457 0
3:03 p.m. 503 71.8 46.6 0
Room 9199 10:16 a.m. 542 70.4 457 0
3:05 p.m. 501 713 46.7 0
Room 9198 10:18 a.m. 512 69.8 454 0
3:07 p.m. 473 70.9 46.2 0
Room 9192 10:21 am. 613 69.1 472 0
3:09 p.m. 485 71.3 47.2 0
Room 9193 10:23 a.m. 500 69.3 46.1 0
3:11 p.m. 532 71.6 473 0
Room 9173 10:26 a.m. 523 69.7 46.2 0
3:13 p.m. 456 71.6 454 0
Room 9176 10:28 a.m. 664 70.4 47.4 0
3:16 p.m. 690 72.2 46.8 0
Room 9170 10:32 a.m. 572 71.0 443 0
3:18 p.m. 553 72.4 46.1 0
Room 9169 10:35 a.m. 589 71.8 43.1 0
3:20 p.m. 588 73.1 454 0
Room 9168 10:38 a.m. 551 71.6 439 4]
3:23 p.m. 485 73.6 43.5 0
Room 9158 10:40 a.m. 547 71.5 442 4]
3:25 p.m. 530 72.6 44.1 0
Room 9161 10:42 am. 506 70.8 4.5 0
3:27 p.m. 474 71.5 44.7 0
Room 9163 10:44 a.m. 479 704 448 0
3:29p.m. 468 71.0 458 0
Room 9164 10:46 a.m. 492 70.8 454 0
3:31 pm. 513 712 47.1 0
Room 9156 10:48 a.m. 520 69.0 458 0
3:33 p.m. 634 69.3 46.4 0
Mail room area near 10:51 a.m. 549 71.5 46.7 0
Room 9157 3:36 pm. 516 71.9 479 0
Room 9157 10:53 a.m. 551 70.7 46.0 0
3:38 p.m. 505 71.0 47.6 0
Room 9150 10:55 a.m. 522 70.2 46.0 0
3:41 pm. 539 70.6 48.3 0
Room 9148 10:58 a.m. 526 712 44.7 0
3:43 p.m. 596 70.9 48.2 0
Room 9146 11:00 am. 545 71.6 442 0
3:45 p.m. 512 70.6 477 0
Room 9145 11:03 a.m. 495 709 44.6 0
3:47 p.m. 473 70.4 473 0
Room 9143 11:05 am. 503 71.2 45.6 0
3:50 p.m. 478 71.9 453 0
Room 9142 11:07 am. 573 71.6 45.7 0
3:52 p.m. 489 70.8 47.8 0
Room 9141 11:09 a.m. 563 71.5 453 [0}
3:54 p.m. 540 71.7 45.7 0
Room 9140 11:11 am. 506 71.6 44.9 0
3:56 p.m. 517 71.5 46.1 0
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Location Time Carbon Dioxide Temp:erature Ii?rl:it:i‘i,fy Ca_rbon
(ppm) (°F) %) Monoxide (ppm)
Room 9139 11:13 a.m. 522 71.8 44.1 0
3:58 p.m. 493 71.3 459 0
Room 9136 11:16 a.m. 479 72.0 435 0
4:01 p.m. 581 71.5 46.0 0
Room 9137 11:19am. 497 72.6 442 0
4:05 p.m. 520 71.9 46.4 0
Room 9136A 11:21 am. 486 722 43.1 0
4:03 p.m. 492 72.0 47.1 0
Room 9133 11:24 am. 492 72.8 43.6 0
4:07 p.m. 546 72.7 453 0
Room 9134 11:27 a.m. 500 72.9 427 0
4:09 p.m. 518 73.3 442 0
Room 9128 11:30 a.m. 522 73.6 41.9 0
4:11 p.m. 493 73.1 44.0 0
Room 9127 11:32 a.m. 538 73.7 41.8 0
4:13 p.m. 501 73.4 43.9 0
Room 9132 11:34 a.m. 500 74.0 412 0
4:15 p.m. 489 734 44.0 0
Room 9126 11:37 a.m. 489 729 41.5 0
4:17 p.m. 486 73.6 44.5 0
Room 9124 11:39 am. 515 724 424 [}
4:19 p.m. 464 72.9 44.4 0
Room 9108B 11:41 a.m. 498 72.8 43.1 (4]
4:21 p.m. 562 729 449 0

After the initial work order was successfully completed, the suite occupants requested additional
sampling to include every office in the suite. An amendment to the original work order was
issued and subsequent sampling commenced.

Direct-Reading Measurements

December 8, 2003
. Relative
Location Time Carbon Dioxide Tempnerature Humidity Ca.rbon
(ppm) CF) %) Monoxide (ppm)
73-79°F
Outdoor summer/transitional
Concentration + 68-74°F ( :gﬁ%) %]SI;’};/I‘S
COMPARISON CRITERIA 700 ppm (ASHRAE) | winter/transitional (
20-60% 9 ppm
<1,000 ppm ASHRAE (OSHA) ASHRAE
(NIOSH/OSHA) 68-76°F ( )
OSHA
Room 9096 10:55 am. 701 69.2 28.7 0
Room 9094 10:59 a.m. 730 744 24.5 0
Room 9101 11:03 a.m. 678 74.8 21.6 0
Room 9103 11:08 a.m. 622 739 20.7 0
Room 9108B 11:13 am. 736 739 21.6 0
Room 9109 11:16 am. 648 72.7 21.0 0
Room 9119 11:21 am. 629 729 22.0 0
Room 9120 11:25 am. 686 73.1 22.1 0
Room 9126 11:30 a.m. 629 73.1 21.1 0
Room 9131 11:34 a.m. 700 734 22.1 0
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. . Carbon Dioxide Temperature Rela'ti\.’e Carbon
Location Time (ppm) °F) Hu(l‘l;:)()ilty Monoxide (ppm)

Room 9132 11:39 am. 741 72.7 22.0 0
Room 9133 11:42 am. 757 729 222 0
Room 9136 11:45 am. 683 72.6 22.0 0
Room 9138 11:49 a.m. 634 72.7 23.0 0
Room 9139 11:53 a.m. 638 72.8 21.7 0
Room 9140 11:56 am. 663 73.1 21.2 0
Room 9143 12:00 p.m. 603 73.4 204 0
Room 9145 12:03 p.m. 564 73.6 20.2 0
Room 9144 12:06 p.m. 676 73.7 220 0
Room 9147 12:09 p.m. 519 73.4 19.8 0
Room 9149 12:14 p.m. 729 73.1 229 0
Room 9150 12:17 p.m. 652 72.0 21.6 0
Room 9151 12:21 p.m. 534 71.0 19.6 0
Room 9154 12:24 p.m. 491 713 18.8 0
Room 9164 12:54 p.m. 501 71.7 19.1 0
Room 9162 12:57 p.m. 485 71.8 19.3 0
Room 9173 12:35 p.m. 529 74.2 18.4 0
Room 9168 12:31 p.m. 547 74.3 19.1 0
Room 9169 12:45 p.m. 554 74.8 21.6 0
Room 9172 2:55 p.m. 552 68.3 20.7 0
Room 9192 1:01 p.m. 508 72.4 18.7 0
Room 9193 12:42 p.m. 513 75.1 18.5 0
Room 9195 1:08 p.m. 571 73.8 20.5 0
Room 9199 1:15 p.m. 576 74.9 18.8 0
Room 9202 1:11 p.m. 564 74.5 21.6 0
Room 9209 1:19 p.m. 536 74.2 20.2 0
Room 9203 1:29 p.m. 494 72.9 19.0 0
Room 9204 1:33 p.m. 559 715 18.4 0
Room 9201A 1:36 p.m. 511 713 19.1 0
Room 9198 2:39 p.m. 560 74.5 20.1 0
Room 9188 1:52 p.m. 531 69.2 20.8 0
Room 9186 2:12 pm. 508 70.5 21.0 0
Room 9183 2:16 p.m. 557 71.5 203 0
Room 9180A 2:19 p.m. 642 729 220 0
Room 9114 2:24 p.m. 617 74.2 20.6 0
Room 9112 2:31 pm. 770 74.6 25.1 0
Qutdoors 2:38 p.m. 428 343 326 0
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The CO, levels measured during the survey ranged from 464 parts per million (ppm) to 770 ppm
and were within the recommended guidelines in all sampling locations. The outdoor
concentrations measured on November 17, 2003, ranged from 370 ppm to 397 ppm and the
outdoor concentration measured on December 8, 2003 was 338 ppm.

The CO concentrations during the surveys measured 0 ppm (undetectable) in all locations and
were well below the recommended maximum.

Temperatures measured during the surveys ranged from 68.3°F to 75.1°F. During the November
17, 2003, survey the temperature was within the ASHRAE and OSHA guidelines at all sample
locations. During the December 8, 2003, survey the temperature at 12 sample locations
exceeded the ASHRAE range but was within the OSHA range at all locations.

Relative humidity measurements during the November 17, 2003 survey were within the
ASHRAE and OSHA recommended comfort range in all locations. Relative humidity
measurements on December 8, 2003 were below the ASHRAE recommended comfort range in
all locations; and in 13 locations were also below the OSHA range. Outdoor temperatures on
November 17, 2003, ranged from 50.9°F to 54.0°F with a relative humidity ranging from 80.7%
to 84.0%. On December 8, 2003, the outdoor temperature was 34.3°F with relative humidity at

32.6%.

Microbial Sampling Results

November 17, 2003
Sampling Number & Sample Type Result Organisms Isolated
Location
BL031117-01 Bacteria, Air, ID 1 30 cfu/m’ Coagulase-negative Staphylococcus species (67%)
Room 9093 Micrococcus species {33%) )
Fungus, Air, ID 1 10 cfw/m® Penicillium species (100%)
BL031117-02 Bacteria, Air, ID 1 30 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9095
Fungus, Air, ID 1 40 cfu/m’ Penicillium species (50%)
Cladosporium species (50%)
BL031117-03 Bacteria , Air, ID 1 10 cf/m’ Bacillus species (100%)
Room 9097
Fungus, Air, ID 1 30 cfu/m’ Penicillium species (67%)
Paecilomyces species (33%)
BL031117-04 Bacteria , Air, ID 1 No growth N/A
Room 9098
Fungus, Air, ID 1 30 cfu/m’ Penicillium species (34%)
Rhinocladiella species (33%)
Cladosporium species (33%)
BL031117-05 Bacteria , Air, ID 1 No growth N/A
Room 9099
Fungus, Air, ID 1 30 cfu/m’ Penicillium species (67%)
Sterilia mycelia (33%)
BL031117-06 Bacteria , Air, ID 1 No growth N/A
Room 9100
Fungus, Air, ID 1 No growth N/A
BL031117-07 Bacteria, Air, ID 1 No growth N/A
Room 9104
Fungus, Air, ID 1 20 cfu/m’ Cladosporium species (50%)
Paecilomyces species (50%)
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Samplil;g':;‘irol:ber & Sample Type Result Organismns Isolated
BL031117-08 Bacteria, Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9105
Fungus, Air, ID | No growth N/A
BL031117-09 Bacteria, Air, ID | No growth N/A
Room 9102
Fungus, Air, ID 1 30 cfu/m® Cladosporium species (67%)
Sterilia mycelia (33%)
BLO31117-10 Bacteria , Air, ID | 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9106
Fungus, Air, ID 1 90 cfu/m® Penicillium species (33%)
Cladosporium species (22%)
Aspergillus sydowii (11%)
Paecilomyces species (11%)
Rhinocladiella species (11%)
BLO31117-11 Bacteria , Air, ID 1 20 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9107
Fungus, Air, ID 1 30 cfu/m® Cladosporium species (34%)
Penicillium species (33%)
Sterilia mycelia (33%)
BLO31117-12 Bacteria , Air, ID | 20 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9108A
Fungus, Air, ID 1 50 cfu/m’ Cladosporium species (60%)
Penicillium species (20%)
Paecilomyces species (20%)
BL031117-13 Bacteria, Air, ID 1 20 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9117
Fungus, Air, ID 1 30 cfu/m® Penicillium species (34%)
Yeast (33%)
Sterilia mycelia (33%)
BL0O31117-14 Bacteria , Air, ID 1 10 cfu/m’ Micrococcus species (100%)
Room 9116
Fungus, Air, ID 1 30 cfu/m’ Penicillium species (67%)
Sterilia mycelia (33%)
BLO031117-15 Bacteria , Air, ID 1 10 cfu/m’ Bacillus species (100%)
Room 9118 -
Fungus, Air, ID 1 20 cfu/m® Cladosporium species (50%)
Penicillium species (50%)
BLO31117-16 Bacteria , Air, ID 1 30 cfu/m’ Coagulase-negative Staphylococcus species (34%)
Room 9117A Micrococcus species (33%)
Bacillus species (33%)
Fungus, Air, ID 1 20 cfu/m’ Aspergillus fumigatus (50%)
Penicillium species (50%)
BLO31117-17 Bacteria, Air, ID 1 10 cfu/m’ Micrococcus species (100%)
Room 9110
Fungus, Air, ID 1 No growth N/A
BL031117-18 Bacteria , Air, ID 1 60 cfu/m’ Coagulase-negative Staphylococcus species (83%)
Room 9111 Micrococcus species (17%)
Fungus, Air, ID 1 20 cfu/m’ Cladosporium species (50%)
Sterilia mycelia (50%)
BLO031117-19 Bacteria, Air, ID 1 No growth N/A
Room 9115
Fungus, Air, ID 1 No growth N/A
BL031117-20 Bacteria, Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9180
Fungus, Air, ID 1 30 cfu/m’ Cladosporium species (100%)
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Samplll::)gc;‘iiuol:ber & Sample Type Result Organisms Isolated
BL031117-21 Bacteria, Air, ID 1 No growth N/A
Room 9113
Fungus, Air, ID 1 20 cfu/m’ Penicillium species (50%)
Cladosporium specics (50%)
BL031117-22 Bacteria, Air, ID 1 No growth N/A
Room 9179
Fungus, Air, ID 1 No growth N/A
BL031117-23 Bacteria, Air, ID 1 No growth N/A
Room 9181
Fungus, Air, ID 1 30 cfw/m’ Cladosporium species (34%})
Rhinocladiella species (33%)
Sterilia mycelia (33%)
BLO031117-24 Bacteria, Air, ID | 20 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9187A
Fungus, Air, ID 1 30 cfw/m® Sterilia mycelia (100%)
BLO31117-25 Bacteria , Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9182
Fungus, Air, ID 1 10 cfw/m’ Aphanocladium species (100%)
BL031117-26 Bacteria, Air, ID 1 No growth N/A
Room 9178
Fungus, Air, ID 1 30 efw/m® Sterilia mycelia (67%)
Cladosporium species {33%)
BLO31117-27 Bacteria, Air, ID | No growth N/A
Room 9177
Fungus, Air, ID 1 No growth N/A
BL031117-28 Bacteria, Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9187B
Fungus, Air, ID 1 530 cfw/m’ Aspergillus niger (100%)
BL031117-29 Bacteria, Air, ID 1 ** N/A
Room 9176
Fungus, Air, ID 1 >13,000 cfu/m’ | Aspergillus niger (100%)
BL0O31117-30 Bacteria , Air, ID 1 * Coagulase-negative Staphylococcus species (50%)
Room 9197 20 cfu/m’ Micrococcus species (50%)
Fungus, Air, ID 1 710 cfu/m’ Aspergillus niger (100%)
BLO31117-31 Bacteria, Air, ID 1 * Coagulase-negative Staphylococcus species (67%)
Room 9196 30 cfu/m’ Micrococcus species (33%)
Fungus, Air, ID 1 430 cfu/m’ Aspergillus niger (95%)
Penicillium species (5%)
BL031117-32 Bacteria , Air, ID 1 * Coagulase-negative Staphylococcus species (50%)
Room 9190 20 cfw/m’ Bacillus species (50%)
Fungus, Air, ID 1 1,100 cfu/m® Aspergillus niger (100%)
BL031117-33 Bacteria, Air, ID 1 * Coagulase-negative Staphylococcus species (50%)
Room 9194 20 cfu/m® Micrococcus species (50%)
Fungus, Air, ID 1 400 cfu/m’ Aspergillus niger (100%)
BL031117-34 Bacteria , Air, ID 1 * Coagulase-negative Staphylococcus species (50%)
Room 9189 40 cfu/m’ Bacillus species (25%)
Corynebacterium species (25%)
Fungus, Air, ID 1 710 cf/m’ Aspergillus niger (97%)
Penicillium species (3%)
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SamplLr:)gc;\i;lor:ber & Sample Type Result Organisms Isolated
BL031117-35 Bacteria , Air, ID | 30 cfu/m’ Coagulase-negative Staphylococcus species (34%)
Room 9191 Micrococcus species (33%)
Corynebacterium species (33%)
Fungus, Air, ID 1 90 cfu/m’ Aspergillus niger (56%)
Cladosporium species (22%)
Penicillium species (22%)
BL031117-36 Bacteria, Air, ID 1 290 cfu/m’ Coagulase-negative Staphylococcus species (67%)
Room 9174 Micrococcus species (19%)
Corynebacterium species (14%)
Fungus, Air, ID 1 40 cfu/m’ Aspergillus niger (75%)
Penicillium species (25%)
BLO31117-37 Bacteria , Air, ID | 20 cfu/m’ Bacillus species (100%)
Room 9208
Fungus, Air, ID 1 30 cfi/m’ Cladosporium species (67%)
Aspergillus niger (33%)
BL031117-38 Bacteria , Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9207
Fungus, Air, ID 1 10 cfw/m® Sterilia mycelia (100%)
BL031117-39 Bacteria , Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9206 .
Fungus, Air, ID 1 30 cfu/m’ Penicillium species (67%)
Cladosporium species (33%)
BL031117-40 Bacteria , Air, ID 1 20 cfo/m’ Coagulase-negative Staphylococcus species (100%)
Room 9201
Fungus, Atir, ID | 100 cfu/m® Cladosporium species (40%)
Sterilia mycelia (30%)
Penicillium species (20%)
Aspergillus fumigatus (10%)
BLO031117-41 Bacteria , Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9205
Fungus, Air, ID 1 No growth N/A
BLO31117-42 Bacteria , Air, ID 1 20 cfu/m’ Coagulase-negative Staphylococcus species (50%)
Room 9171 Micrococcus species (50%)
Fungus, Air, ID 1 20 cfu/m’ Penicillium species (50%)
Cladosporium species (50%)
BL031117-43 Bacteria , Air, ID 1 No growth N/A
Room 9170
Fungus, Air, ID 1 30 cfu/m’ Cladosporium species (67%)
Penicillium species (33%)
B1.031117-44 Bacteria , Air, ID 1 No growth N/A
Room 9175
Fungus, Air, ID 1 60 cfu/m’ Aspergillus fumigatus (34%)
Penicitlium species (33%)
Cladosporium species (33%)
BLO31117-45 Bacteria , Air, ID 1 No growth N/A
Room 9167
Fungus, Air, ID 1 30 cfu/m’ Sterilia mycelia (67%)
Cladosporium species (33%)
BL031117-46 Bacteria , Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9165
Fungus, Air, ID 1 10 cfw/m’ Cladosporium species (100%)
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Samplilz)gc;‘i;lor:ber & Sample Type Result Organisms Isolated
BLO31117-47 Bacteria , Air, ID 1 120 cfu/m’ Coagulase-negative Staphylococcus species (50%)
Room 9161 Corynebacterium species (25%)
Micrococcus species (17%)
Fungus, Air, ID 1 20 cfw/m’ Aspergillus fumigatus (50%)
Cladosporium species (50%)
BL031117-48 Bacteria, Air, ID 1 No growth N/A
Room 9163
Fungus, Air, ID 1 20 cfu/m? Cladosporium species (50%)
Sterilia mycelia (50%)
BL031117-49 Bacteria , Air, ID 1 40 cfu/m’ Bacillus species (100%)
Room 9158
Fungus, Air, ID 1 30 cfu/m’ Cladosporium species (67%)
Geotrichum species (33%)
BL031117-50 Bacteria , Air, ID 1 20 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9156
Fungus, Air, ID 1 10 cf/m’ Penicillium species (100%)
BLO31117-51 Bacteria , Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Kitchenette in hall, near
Room 9157 Fungus, Air, ID 1 30 cfu/m® Cladosporium species (67%)
Yeast (33%)
BL031117-52 Bacteria , Air, ID 1 20 cfu/m® Coagulase-negative Staphylococcus species (50%)
Room 9157 Corynebacterium species (50%)
Fungus, Air, ID 1 No growth N/A
BL031117-53 Bacteria , Air, ID 1 No growth N/A
Room 9152
Fungus, Air, ID 1 30 cfu/m’ Cladosporium species (67%)
Penicillium species (33%)
BLO31117-54 Bacteria , Air, ID 1 40 cfu/m’ Bacillus species (75%) )
Room 9148 Coagulase-negative Staphylococcus species (25%)
Fungus, Air, ID 1 40 cf/m’ Aspergillus fumigatus (50%)
Penicillium species (25%)
Sterilia mycelia (25%)
BL031117-55 Bacteria , Air, ID 1 30 cfu/m’ Coagulase-negative Staphylococcus species (67%)
Room 9146 Micrococcus species (33%)
Fungus, Air, ID 1 60 cfu/m® Cladosporium species (50%)
Penicillium species (33%)
Sterilia mycelia (17%)
BLO31117-56 Bacteria , Air, ID 1 80 cfu/m’ Coagulase-negative Staphylococcus species (50%)
Room 9142 Micrococcus species (26%)
Staphylococcus aureus (12%)
Fungus, Air, ID 1 50 cfu/m’ Cladosporium species (60%)
Penicillium species (20%)
Sterilia mycelia (20%)
BLO031117-57 Bacteria , Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9142
Fungus, Air, ID 1 40 cfu/m? Sterilia mycelia (75%)
Cladosporium species (25%)
BL031117-58 Bacteria , Air, ID 1 40 cfu/m’ Micrococcus species (50%)
Room 9136C Bacillus species (25%)
Corynebacterium species (25%)
Fungus, Air, ID 1 30 cfu/m’ Sterilia mycelia (67%)

Cladosporium species (33%)
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Sampl]l::)gc:i;lor:‘lber & Sample Type Result Organisms Isolated
BLO31117-59 Bacteria , Air, ID | 20 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9137
Fungus, Air, ID 1 10 cfu/m’ Sterilia mycelia (100%)
BL031117-60 Bacteria, Air, ID 1 110 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9136
Fungus, Air, ID 1 10 cfu/m’ Penicillium species (100%)
BL031117-61 Bacteria, Air, ID 1 20 cfy/m’ Coagulase-negative Staphylococcus species (50%)
Room 9135 Bacillus species (50%)
Fungus, Air, ID 1 10 cfw/m’ Sterilia mycelia (100%)
BL031117-62 Bacteria , Air, ID 1 20 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9136C
Fungus, Air, ID 1 40 cfw/m’ Sterilia mycelia (50%)
Aspergillus fumigatus (25%)
Geotrichum species (25%)
BL031117-63 Bacteria , Air, ID 1 30 cf/m’ Micrococcus species (67%)
Room 9134 Coagulase-negative Staphylococcus species (33%)
Fungus, Air, ID 1 20 cfu/m’ Cladosporium species (100%)
BLO31117-64 Bacteria, Air, ID 1 40 cfu/m’ Coagulase-negative Staphylococcus species (75%)
Room 9128 Corynebacterium species (25%)
Fungus, Air, ID 1 80 cfu/m’
Cladosporium species (50%)
Sterilia mycelia {(38%)
Penicillium species (12%)
BLO31117-65 Bacteria, Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9129
Fungus, Air, ID | No growth N/A
BL031117-66 Bacteria, Air, ID 1 80 cfu/m’ Coagulase-negative Staphylococcus species (88%)
Room 9121 Corynebacterium species (12%)
** Penicillium species (40%)
Fungus, Air, ID 1 50 cfu/m® Cladosporium species (40%)
Geotrichum species (20%)
BLO31117-67 Bacteria, Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species (100%)
Room 9127
Fungus, Air, ID 1 30 cfu/m’ Cladosporium species (34%)
Penicillium species (22%)
Sterilia mycelia (33%)
BL031117-68 Bacteria, Air, ID 1 No growth N/A
Room 9124
Fungus, Air, ID 1 10 cfu/m’ Sterilia mycelia {100%)
BL031117-69 Bacteria , Air, ID 1 10 cfu/m® Coagulase-negative Staphylococcus species (100%)
Elevator area-core
Fungus, Air, ID 1 30 cfu/m’ Cladosporium species (67%)
Sterilia mycelia (33%)
BL031117-70 Bacteria, Air, ID | 40 cfu/m’ Corynebacterium species (75%)
Outdoors Bacillus species (25%)
Fungus, Air, ID 1 150 cfu/m’ Cladosporium species (47%)

Penicillium species (27%)
Sterilia mycelia (13%)

Comparison Criteria

(OSHA Technical Manual Contamination Indicators)

1,000 cfu/m® in air

*Count may be underestimated due to fungal growth.
**Unable to characterize and quantitate bacteria due to heavy fungal growth.

***Sample damaged in transit; able to analyze.
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Microbial Sampling Results
December 8, 2003
Sampling Number & .
Location Sample Type Result Organisms Isolated
BL031208-01 Bacteria , Air, ID 1 No growth N/A
Room 9096
Fungus, Air, ID 1 No growth N/A

BL031208-02 Bacteria, Air, ID 1 30 cfu/m’ Micrococcus species (67%)

Room 9094 Coagulase-negative Staphylococcus species (33%)
Fungus, Air, ID | No growth N/A
BL031208-03 Bacteria, Air, ID 1 No growth N/A
Room 9101
Fungus, Air, ID | No growth N/A
BL031208-04 Bacteria, Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species
Room 9103 (100%)
Fungus, Air, ID 1 No growth
N/A
BL031208-05 Bacteria, Air, ID 1 No growth N/A
Room 9108B
Fungus, Air, ID 1 No growth NA
BL031208-06 Bacteria, Air, ID 1 20 cfu/m’ Coagulase-negative Staphylococcus species (50%)
Room 9109 Corynebacterium species (50%)
Fungus, Air, ID 1 10 cfu/m’ Penicillium species (100%)
BL031208-07 Bacteria, Air, ID [ 40 cfu/m’ Coagulase-negative Staphylococcus species (50%)
Room 9119 Micrococcus species (25%)
Bacillus species (25%)
Fungus, Air, ID | No growth N/A
BL031208-08 Bacteria, Air, ID 1 40 cfu/m’ Coagulase-negative Staphylococcus species (50%)
Room 9120 Micrococeus species (50%)
Fungus, Air, ID 1 20 cfu/m® Sterilia mycelia (50%)
Yeast (50%)
BL031208-09 Racteria, Air, ID | 20 cfu/m’ Micrococcus species (50%)
Room 9126 Corynebacterium species (50%)
Fungus, Air, ID 1 No growth N/A
BL031208-10 Bacteria, Air, ID 1 No growth N/A
Room 9131
Fungus, Air, ID 1 No growth N/A
BL031208-11 Bacteria, Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species
Room 9132 (100%) )
Fungus, Air, ID 1 No growth
N/A
BL031208-12 Bacteria , Air, ID 1 20 cfu/m’ Coagulase-negative Staphylococcus species (50%)
Room 9133 Bacillus species (50%)
Fungus, Air, ID 1 No growth N/A
BL031208-13 Bacteria, Air, ID 1 No growth N/A
Room 9136B
Fungus, Air, ID 1 No growth NA
BL031208-14 Bacteria, Air, ID 1 60 cfu/m’ Coagulase-negative Staphylococcus species (83%)
Room 9138 Micrococcus species (17%)
Fungus, Air, ID 1 No growth N/A
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SamplLl:)gc;\i?OTber & Sample Type Result Organisms Isolated
BL031208-15 Bacteria, Air, ID 1 30 cfu/m’ Coagulase-negative Staphylococcus species (67%)
Room 9139 Corynebacterium species (33%)
Fungus, Air, ID 1 No growth N/A
BL031208-16 Bacteria, Air, ID 1 80 cfu/m’ Bacillus species (38%)
Room 9140 Micrococcus species (38%)
Coagulase-negative Staphylococcus species (24%)
Fungus, Air, ID | No growth N/A
BL031208-17 Bacteria , Air, ID 1 50 cfu/m’ Coagulase-negative Staphylococcus species (40%)
Room 9143 Bacillus species (40%)
Non-fermentative gram-negative rods (20%)
Fungus, Air, ID 1 No growth N/A
BL031208-18 Bacteria , Air, ID 1 No growth N/A
Room 9145
Fungus, Air, ID 1 No growth N/A
BL031208-19 Bacteria , Air, ID 1 10 cfu/m’ Bacillus species (100%)
Room 9144
Fungus, Air, ID 1 10 cfu/m’ Sterilia mycelia (100%)
BL031208-20 Bacteria , Air, ID 1 No growth N/A
Room 9147
Fungus, Air, ID 1 10 cfu/m’ Aspergillus species {100%)
BL031208-21 Bacteria , Air, ID 1 No growth N/A
Room 9149
Fungus, Air, ID 1 10 cfu/m’ Aspergillus sydowii (100%)
BL031208-22 Bacteria, Air, ID 1 20 cfu/m’ Coagulase-negative Staphylococcus species (50%)
Room 9150 Micrococcus species (50%)
Fungus, Air, ID 1 No growth N/A
BL031208-23 Bacteria, Air, ID | 30 cfu/m’ Coagulase-negative Staphylococcus species
Room 9151 (100%)
Fungus, Air, ID 1 10 cfu/m’
Sterilia mycelia (100%)
BL031208-24 Bacteria , Air, [D 1 No growth N/A
Room 9154
Fungus, Air, ID 1 No growth N/A
BL031208-25 Bacteria, Air, ID 1 30 cfu/m’ Bacillus species (67%)
Room 9164 Corynebacterium species (33%)
Fungus, Air, ID 1 No growth N/A
BL031208-26 Bacteria , Air, ID 1 30 cfu/m’ Coagulase-negative Staphylococcus species (67%)
Room 9162 Bacillus species (33%)
Fungus, Air, ID 1 20 cfu/m® Aspergillus ustus (50%)
Cladosporium species (50%)
BL031208-27 Bacteria, Air, ID 1 10 cfw/m’ Bacillus species (100%)
Room 9173
Fungus, Air, ID 1 No growth N/A
BL031208-28 Bacteria, Air, ID 1 20 cfu/m’ Bacillus species (50%)
Room 9168 Non-fermentative gram-negative rods (50%)
Fungus, Air, ID 1 10 cfu/m’ Yeast (100%)
BL031208-29 Bacteria , Air, ID 1 10 cfu/m’ Bacillus species (100%)
Room 9169
Fungus, Air, ID 1 10 cfu/m’ Cladosporium species (100%)
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Samplg:)gcﬂiuox:ber & Sample Type Result Organisms Isolated
BL031208-30 Bacteria , Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species
Room 9172 (100%)

Fungus, Air, ID 1 No growth
N/A
BL031208-31 Bacteria, Air, ID 1 10 cfu/m’ Bacillus species (100%)
Room 9173
Fungus, Air, ID 1 No growth N/A
BL031208-32 Bacteria , Air, ID 1 10 cfu/m’ Streptomyces species (100%)
Room 9192
Fungus, Air, ID 1 No growth N/A
BL031208-33 Bacteria , Air, [D 1 No growth N/A
Room 9193
Fungus, Air, ID 1 20 cfu/m’ Penicillium species (50%)
Sterilia mycelia (50%)
BL031208-34 Bacteria, Air, ID 1 10 cfu/m’ Coagulase-negative Staphylococcus species
Room 9195 (100%)
Fungus, Air, ID 1 20 cfu/m®
Aspergillus niger (50%)
Aspergillus species (50%)
BL031208-35 Bacteria, Air, ID 1 30 cfu/m’ Sterilia mycelia (67%)
Room 9199 Micrococeus species (33%)
Fungus, Air, ID 1 No growth N/A
BL031208-36 Bacteria, Air, ID 1 No growth N/A
Room 9202
Fungus, Air, ID 1 No growth N/A
BL031208-37 Bacteria , Air, ID 1 30 cfu/m’ Coagulase-negative Staphylococcus species (67%)
Room 9209 Bacillus species (33%)
Fungus, Air, ID 1 No growth N/A
BL031208-38 Bacteria , Air, ID 1 No growth N/A
Room 9203
Fungus, Air, ID 1 No growth N/A
BL031208-39 Bacteria, Air, ID 1 No growth N/A
Room 9204
Fungus, Air, ID 1 No growth N/A
BL031208-40 Bacteria , Air, ID 1 No growth N/A
Room 9201A
Fungus, Air, ID | No growth N/A
BL031208-41 Bacteria , Air, ID 1 No growth N/A
Room 9198
Fungus, Air, ID 1 No growth N/A
BL031208-42 Bacteria, Air, ID 1 No growth N/A
Room 9188
Fungus, Air, ID 1 No growth N/A
BL031208-43 Bacteria, Air, ID 1 30 cfu/m’ Coagulase-negative Staphylococcus species (34%)
Room 9186 Bacillus species (33%)
Non-fermentative gram-negative rods (33%)
Fungus, Air, ID 1 No growth N/A
BL031208-44 Bacteria, Air, ID 1 No growth N/A
Room 9183
Fungus, Air, ID 1 10 cf/m® Aspergiltus niger (100%)
BL.031208-45 Bacteria, Air, ID 1 10 cfu/m’ Bacillus species (100%)
Room 9180A
Fungus, Air, ID 1 No growth N/A
BL031208-46 Bacteria , Air, ID 1 No growth N/A
Room 9114
Fungus, Air, ID 1 No growth N/A
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Sampling Number & .
Location Sample Type Result Organisms Isolated
BL031208-47 Bacteria, Air, ID 1 60 cfu/m’ Bacillus species (50%)
Room 9112 Coagulase-negative Staphylococcus species (33%)

Micrococcus species (17%)

Fungus, Air, ID | No growth N/A
BL031208-48 Bacteria, Air, ID 1 10 cfu/m’ Non-fermentative gram-negative rods (100%)
Outdoors
Fungus, Air, ID 1 10 cfu/m’ Aspergillus species (100%)
BL031208-49 Bacteria , Air, ID 1 No growth N/A
Blank
Fungus, Air, ID 1 No growth N/A

Comparison Criteria
(OSHA Technical Manual Contamination Indicators)
1,000 cfu/m? in air

Microbial samples were collected to determine the airborne concentrations of viable bacteria and
fungi. Airborne bacterial and fungal concentrations were low in most locations. However,
several offices in the vicinity of Office 9190 were reported with moderately elevated indoor
fungal concentrations as compared to the conditions from the rest of the suite.

Some of the organisms identified, Aspergillus species, Penicillium species, and Cladosporium
species fungi have been associated with adverse health effects. The data may suggest the
selective amplification of these organisms in the areas surrounding Office 9190. This areca was
subject to the water incursion in September 2003 in which building material reportedly remained
wet for several days. In areas where an increase in airborne fungal concentrations was found,
these organisms could be responsible for the adverse health effects reported in by some

occupants.

The laboratory data reports are included as Attachment 2.

OCCUPANT INTERVIEW RESULTS

Interviews were conducted with a representative number of occupants. Some occupants had a
wide range of concerns and complaints while the majority reported no discomfort related to IAQ.

A majority of occupant complaints were related to personal comfort. Temperature issues and the
perception of “stale” or stuffy air were noted. Other IAQ concerns such as asbestos and radon

exposure were noted.

Upon returning to his office after the remediation effort following the September 2003 water
incursion, one occupant had a reaction that affected his eyes. The occupant moved into a
different office and stated that his condition subsided after the office change. His original office
remains vacant at the time of the survey.

Other occupants complained of dry coughs, dry and itchy eyes and noses, and headaches during
periods when the air is perceived to be stuffy.
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No spatial pattern can be established using the occupant interviews. Complaints and discomfort
and lack of discomfort were reported in random areas throughout the suite.

The occupant interview forms are included in Attachment 3.

VENTILATION INSPECTION

Suite 900 is supplied with conditioned air by two Air-Handling Units (AHUS) located in the
penthouse mechanical room. AHU-1 serves the north side of the floor and AHU-2 serves the
south side.

AHU-1 and AHU-2 are high capacity units serving all floors of the Skyline V building. The
units are equipped with electric heating elements and chill water-cooling coils. The engineer
assisting with the inspection indicated that the preventative maintenance schedule is performed
quarterly. The filters in both units were blanket-type, spun-fiber media and were moderately
loaded with particulate. The coils were moderately loaded with particulate and a moderate
amount of debris was noted in the plenums. Condensate drip pans were inaccessible since the
units were activated. The outdoor air dampers were 40% open and return air dampers were in
the minimum position.

The penthouse mechanical room was clean and in good condition. Stored tools and equipment
were present in the mechanical room. However, no chemicals or other materials that would be
expected the adversely affect IAQ were observed in the penthouse mechanical room.

Supply air is introduced to Suite 900 by ceiling diffusers connected to supply ductwork.
Perimeter offices are equipped with variable air volume (VAV) units, and core areas are supplied
via Constant Volume distribution. Return air from the office area enters the ceiling plenum
passively through perforated ceiling screens and is ducted back to the penthouse. In Office 9144,
an occupant-controlled powered return air fan was observed above the return air grille. In some
offices occupants had modified the supply air diffusers and return air grilles in response to
personal comfort issues. Several offices had fans and heaters for personal comfort.

Room 9121 is used as a copier room and contains a supplemental cooling system in response to
equipment demands. The single stage filters in the supplemental unit were moderately loaded
with particulate and a large amount of dust was observed on the horizontal surfaces of the unit.

FINDINGS AND RECOMMENDATIONS

It was reported that building materials damaged by the September 2003 water incursion were
allowed to remain wet for several days. The Institute of Inspection Cleaning and Restoration,
Standard and Reference Guide for Professional Water Damage Restoration, IICRC S500, states
that steps should be taken to promote drying as soon as possible after a water incursion or source
is repaired. The standard also states that building materials that are allowed to remain wet for
over 48 hours should be removed. Water damaged material that was not properly remediated
could potentially support microbial reservoirs. Sample results may indicate selective
amplification of some fungal organism in the areas of the latest water incursion.
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¢ Building materials, including gypsum drywall and carpeting, damaged in the September
2003 storm should be removed.

¢ Post remediation investigations should be considered to determine if any additional
potential microbial reservoirs are observed prior to reconstruction.

e DOD, WHS should implement steps to ensure that off-site building management is
properly responding to water damage at leased properties. A written protocol that
outlines the responsibilities for responding to water damage incidents should be produced
to ensure the proper repair or replacement of damaged building materials preventing
microbial issues in the future.

Water damaged ceiling tiles were observed in several offices, which could potentially support
microbial reservoirs. The sample results did not indicate indoor microbial amplification at the
time of the survey due to damaged ceiling tiles.

e Sources of water responsible for the damage to all ceiling tiles should be identified and
eliminated.
e Water damaged ceiling tiles should be replaced.

Some temperatures slightly exceeded the ASHRAE recommended comfort ranges during the
afternoon hours and relative humidity measurements were below the ASHRAE and OSHA
recommendations on the final day of the survey.

e Temperatures in occupied areas should be maintained within ASHRAE and OSHA
guidelines and relative humidity should be maintained above 20% during the winter

period.

Many odors related to the occupants attempting to improve IAQ within the suite and kitchenette
areas were noted. Occupants were observed to use many different air freshening products to
attempt to counter perceived odors ranging from cooking odors, rotten food, garbage odors,
personal hygiene, and other sources of stagnant or malodorous conditions.

e Steps should be initiated by the office occupants to improve office and kitchen hygiene.
The introduction of odor producing chemicals by occupants should be restricted since the
action is likely masking potential IAQ problems or exacerbating existing potential
concerns. Sensitive occupants may adversely react to continuous VOC exposure created
by the overuse of air freshening agents.

During the investigation at least one occupant was noted with a medical condition perceived to
be related to [AQ.

e Affected individuals should be provided with a copy of this report and encouraged to
interact with their physician or other qualified medical personnel.



ATTACHMENT 1

FLOOR PLAN






ATTACHMENT 2

LABORATORY REPORTS



. AFROBIOLOGY LABORATORY
‘\ ASSOCHIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 1 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520-042lp
Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-01 Lab Sample Number: 03 7231-01
Room 9093
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst;

Total FUNGAL Count:
FUNGUS lsolated:
Detection Limits:
Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

30 cfu/m3

Coag-negative Staphylococcus species 67%
Micrococcus species 33%
11/20/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Penicillium species 100%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY
‘*\\ ASSOCIATES, INCORPORAIED

IACROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valiey Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 2 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-02 Lab Sample Number: 03 7231-02
Sampling Location: Room 9095
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 30 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 40 cfu/m3
FUNGUS lIsolated: Penicillium species 50%
Cladosporium species 50%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
“\ ASSOCWIIES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 3 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-03 Lab Sample Number: 03 7231-03
Sampling Location: Room 9097
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/lidentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Bacillus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 30 cfu/m3
FUNGUS Isolated: Penicillium species 67%
Paecilomyces species 33%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
“‘ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 4 of 71
Attn: Job ID: 037231

Project: 910-02-0520

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-04 Lab Sample Number: 03 7231-04
Room 9098
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count;
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth
11/20/2003
Kay Frick, B.S., MT (ASCP)

30 c¢fu/m3

Penicillium species 34%
Rhinocladiella species 33%
Cladosporium species 33%

10 cfu/m3
11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 5 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-05 Lab Sample Number: 03 7231-05
Room 9099
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth
11/20/2003

Kay Frick, B.S., MT (ASCP)
30 cfu/m3

Penicillium species 67%
Sterilia mycelia 33%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

41800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 + (703) 648-9150



& AEROBIOLOGY LABORATORY
N\ ASSOCUIES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Cettificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 6 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-06 l.ab Sample Number: 03 7231-06

Sampling Location: Room 9100

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wildentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 7 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-07 l.ab Sample Number: 03 7231-07

Sampling Location: Room 9104

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 20 cfu/m3

FUNGUS Isolated: Cladosporium species 50%
Paecilomyces species 50%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gutick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\ ASSOCIATES, INCORPORAIED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 8 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-08 Lab Sample Number: 03 7231-08

Sampling Location: Room 9105

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA |solated: Coag-negative Staphylococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Cettificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 9 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-09 Lab Sample Number: 03 7231-09

Sampling Location: Room 9102

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 30 cfu/m3

FUNGUS Isolated: Cladosporium species 67%
Sterilia mycelia 33%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

, INCORPORATED

§ MICROBIOLOBY SPECIALISYS

Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 10 of 71

Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-10 Lab Sample Number: 03 7231-10

Sampling Location: Room 9106

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications

‘ 1030 AIR, Total FUNGAL Count w/identifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 90 cfu/m3

FUNGUS Isolated: Penicillium species 33%
22%

Cladosporium species
Aspergillus sydowii

Paecilomyces species
Rhinocladiella species

Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11%
1%
1%

11800 Sunrise Valiey Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

~N

ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis

Applied Environmental, Inc.
11800 Sunrise Valley Dr., Suite 1200

Reston, VA 20191
Attn:
Project: 910-02-0520

Date Received: 11/18/2003
Date Reported: 11/24/2003
Page 11 of 71

Job ID: 03 7231

Condition of Sample: MEA BL.031117-66 damaged in transit

Client Sample Number: BL031117-11

Sampling Location:
Date Collected:

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst;

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

Lab Sample Number: 03 7231-11
Room 9107
11/17/2003

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Volume/Area: 100 L

Coag-negative Staphylococcus species 100%
11/20/2003

Kay Frick, B.S., MT (ASCP)

30 cfu/m3

Cladosporium species 34%
Penicillium species 33%
Sterilia mycelia 33%

10 cfu/m3
11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 » Reston, Virginia 20191 « (703) 648-9150



. AFROBIOLOGY LABORATORY
‘\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis

Applied Environmental, Inc.
11800 Sunrise Valley Dr., Suite 1200

Reston, VA 20191
Attn:
Project: 910-02-0520

Date Received: 11/18/2003
Date Reported: 11/24/2003
Page 12 of 71

Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-12

Sampling Location:
Date Collected:

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits;

Date Analyzed:
Analyst:

Lab Sample Number: 03 7231-12
Room 9108A
11/17/2003

1030 AIR, Total FUNGAL Count w/ldentifications
1005 AIR, Total BACTERIAL Count w/ldentifications

20 cfu/m3

Volume/Area: 100 L

Coag-negative Staphylococcus species 100%

11/20/2003
Kay Frick, B.S., MT (ASCP)
50 cfu/m3

60%
20%
20%

Cladosporium species
Penicillium species
Paecilomyces species
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
“\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 13 of 71

Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-13 Lab Sample Number: 03 7231-13

Sampling Location: Room 9117

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 20 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 30 cfu/m3

FUNGUS Isolated: Penicillium species 34%
Yeast 33%
Sterilia mycelia 33%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive = Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\\ ASSOCHIIES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 14 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample:- MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-14 Lab Sample Number: 03 7231-14
Sampling Location: Room 9116
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Micrococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 30 cfu/m3
FUNGUS Isolated: Penicillium species 67%
Sterilia mycelia 33%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300  Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
*\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 15 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-15 Lab Sample Number: 03 7231-15
Sampling Location: Room 9118
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Bacillus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 20 cfu/m3
FUNGUS Isolated: Cladosporium species 50%
Penicillium species 50%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 » (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 16 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-16 Lab Sample Number: 03 7231-16
Sampling Location: Room 9117A
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 30 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 34%

Micrococcus species
Bacillus species

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 20 cfu/m3

FUNGUS isolated: Aspergillus fumigatus
Penicillium species

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst:

Debra Gulick, B.S., MT (ASCP)

33%
33%

50%
50%

11800 Sunrise Valley Drive + Suite 300 + Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 17 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-17 Lab Sample Number: 03 7231-17

Sampling Location: Room 9110

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Micrococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

ASSOCIATES, INCORPORATED

S

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis

Applied Environmental, Inc.
11800 Sunrise Valley Dr., Suite 1200

Reston, VA 20191
Attn:
Project: 910-02-0520

Date Received: 11/18/2003
Date Reported: 11/24/2003
Page 18 of 71

Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-18

Sampling Location:
Date Collected:

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

Lab Sample Number: 03 7231-18
Room 9111
11/17/2003

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

60 cfu/m3

Volume/Area: 100 L

Coag-negative Staphylococcus species 83%
Micrococcus species 17%
11/21/2003

Kay Frick, B.S., MT (ASCP)
20 cfu/m3

Cladosporium species 50%
Sterilia mycelia 50%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY

‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003

Reston, VA 20191
Attn:
Project: 910-02-0520

Page 19 of 71
Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-19 Lab Sample Number: 03 7231-19
Room 9115
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth

11/20/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

11/24/2003

Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\\ ASSOCIATES, INCORPORAIED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 20 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-20 Lab Sample Number: 03 7231-20
Sampling Location: Room 9180
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 30 cfu/m3
FUNGUS Isolated: Cladosporium species 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
*\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 21 of 71

Attn:
Project: 910-02-0520

Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-21 Lab Sample Number: 03 7231-21
Room 9113
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth
11/20/2003

Kay Frick, B.S., MT (ASCP)
20 cfu/m3

Penicillium species 50%
Cladosporium species 50%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\ ASSQCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 22 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-22 Lab Sample Number: 03 7231-22

Sampling Location: Room 9179

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 + (703) 648-9150



. AFROBIOLOGY LABORATORY
“\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 23 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-23 Lab Sample Number: 03 7231-23

Sampling Location: Room 9181

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 30 cfu/m3

FUNGUS Isolated: Cladosporium species 34%
Rhinocladiella species 33%
Sterilia mycelia 33%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 « Reston, Virginia 20191 + (703) 648-9150



KAEROB!OLOGY LABORATORY
"N\ ASSOCHIES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 24 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-24 Lab Sample Number: 03 7231-24
Sampling Location: Room 9187A
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wi/ldentifications
1030 AIR, Total FUNGAL Count wildentifications
Total BACTERIAL Count: 20 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCF)
Total FUNGAL Count: 30 cfu/m3
FUNGUS lIsolated: Sterilia mycelia 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY
\ ASSOCIATES, INCORPORAIED

MICROBIOLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 25 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-25 Lab Sample Number: 03 7231-25
Sampling Location: Room 9182
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 10 cfu/m3
FUNGUS lisolated: Aphanocladium species 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
"‘\\ ASSOCIATES, INCORPORAIED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 26 of 71

Attn:
Project: 910-02-0520

Job iD: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-26 Lab Sample Number: 03 7231-26
Room 9178
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/identifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth
11/20/2003

Kay Frick, B.S., MT (ASCP)
30 cfu/m3

Sterilia mycelia 67%
Cladosporium species 33%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 » (703) 648-9150



N\ AEROBIOLOGY LABORATORY
"\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 27 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-27 Lab Sample Number: 03 7231-27

Sampling Location: Room 9177

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/identifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 ¢« (703) 648-9150



. AEROBIOLOGY LABORATORY
“'\\ ASSOCHITES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 28 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-28 Lab Sample Number: 03 7231-28
Sampling Location: Room 9187B
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 530 cfu/m3
FUNGUS Isolated: Aspergillus niger 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
“"\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 29 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in fransit

Client Sample Number: BL031117-29 Lab Sample Number: 03 7231-29
Sampling Location: Room 9176

Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications

1030 AIR, Total FUNGAL Count w/ldentifications

Unable to characterize and quantitate bacteria due to heavy
fungal growth.

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: >13,000 cfu/m3

FUNGUS Isolated: Aspergillus niger 100%
Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
*\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Cettificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 30 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-30 Lab Sample Number: 03 7231-30
Sampling Location: Room 9197

Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications

1030 AIR, Total FUNGAL Count w/ldentifications

Count may be underestimated due to fungal growth.

Total BACTERIAL Count: 20 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 50%
Micrococcus species 50%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 710 cfu/m3

FUNGUS Isolated: Aspergillus niger 100%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 « Reston, Virginia 20191 + (703) 648-9150



\\. AFROBIOLOGY LABORATORY
\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 31 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-31 Lab Sample Number: 03 7231-31
Sampling Location: Room 9196

Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wi/ldentifications

1030 AIR, Total FUNGAL Count w/ldentifications

Count may be underestimated due to fungal growth.

Total BACTERIAL Count: 30 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 67%
Micrococcus species 33%

Date Anaiyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count; 430 cfu/m3

FUNGUS lIsolated: Aspergillus niger 95%
Penicillium species 5%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
*\ ASSOCHITES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 32 of 71

Attn:
Project: 910-02-0520

Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-32 Lab Sample Number: 03 7231-32
Room 9190
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

FUNGUS Isolated:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Count may be underestimated due to fungal growth.

20 cfu/m3

Coag-negative Staphylococcus species 50%
Bacillus species 50%
11/20/2003

Kay Frick, B.S., MT (ASCP)
1100 cfu/m3

Aspergillus niger 100%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 33 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-33 Lab Sample Number: 03 7231-33
Sampling Location: Room 9194

Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications

1030 AIR, Total FUNGAL Count w/ldentifications

Count may be underestimated due to fungal growth.

Total BACTERIAL Count: 20 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 50%
Micrococcus species 50%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 400 cfu/m3

FUNGUS Isolated: Aspergillus niger 100%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY
““'\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 34 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-34 Lab Sample Number: 03 7231-34
Sampling Location: Room 9189

Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications

1030 AIR, Total FUNGAL Count w/ldentifications

Count may be underestimated due to fungal growth.

Total BACTERIAL Count: 40 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 50%
Bacillus species 25%
Corynebacterium species 25%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 710 cfu/m3

FUNGUS Isolated: Aspergillus niger 97%
Penicillium species 3%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst; Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 + Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\ ASSOCHIATES, INCORPORAIED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 35 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-35 Lab Sample Number: 03 7231-35

Sampling Location: Room 9191

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wi/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 30 cfu/m3

BACTERIA isolated: Coag-negative Staphylococcus species

Micrococcus species
Corynebacterium species

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 90 cfu/m3

FUNGUS Isolated: Aspergillus niger

Cladosporium species
Penicillium species

Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

34%
33%
33%

56%
22%
22%

11800 Sunrise Valley Drive * Suite 300 » Reston, Virginia 20191 « (703) 648-9150



. AFROBIOLOGY LABORATORY
*\ ASSOCWIES, INCORPORAIED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 36 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-36 Lab Sample Number: 03 7231-36

Sampling Location: Room 9174

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 290 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 67%
Micrococcus species 19%
Corynebacterium species 14%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 40 cfu/m3

FUNGUS lIsolated: Aspergillus niger 75%
Penicillium species 25%

Detection Limits; 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



.. AEROBIOLOGY LABORATORY
‘\ ASSOCHIES, INCORPORATED

MICROBIOLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003

Reston, VA 20191
Attn:
Project: 910-02-0520

Page 37 of 71
Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-37 Lab Sample Number: 03 7231-37
Room 9208
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS lIsolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Bacillus species 100%
11/20/2003

Kay Frick, B.S., MT (ASCP)
30 cfu/m3

Cladosporium species 67%
Aspergillus niger 33%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



N AFROBIOLOGY LABORATORY
*“\\‘ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 38 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-38 Lab Sample Number: 03 7231-38
Sampling Location: Room 9207
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 10 cfu/m3
FUNGUS Isolated: Sterilia mycelia 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valiey Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\’\\ ASSOCHITES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 39 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-39 Lab Sample Number: 03 7231-39
Sampling Location: Room 9206
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 30 cfu/m3
FUNGUS lsolated: Penicillium species 67%
Cladosporium species 33%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300  Reston, Virginia 20191 « (703) 648-9150



N\ AFROBIOLOGY LABORATORY
*\ ASSOCHIES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 40 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-40 Lab Sample Number: 03 7231-40

Sampling Location: Room 9201

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/identifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 20 cfu/m3

BACTERIA isolated: Coag-negative Staphylococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 100 cfu/m3

FUNGUS Isolated: Cladosporium species 40%
Sterilia mycelia 30%
Penicillium species 20%
Aspergillus fumigatus 10%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive ¢ Suite 300 « Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY
‘\ ASSOCITES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 41 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-41 Lab Sample Number: 03 7231-41

Sampling Location: Room 9205

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 *» Reston, Virginia 20191 + (703) 648-9150



. AFROBIOLOGY LABORATORY
“\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 42 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

50%
50%

50%
50%

Client Sample Number: BL031117-42 Lab Sample Number: 03 7231-42
Sampling Location: Room 9171
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 20 cfu/m3
BACTERIA [solated: Coag-negative Staphylococcus species
Micrococcus species
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 20 cfu/m3
FUNGUS Isolated: Penicillium species
Cladosporium species
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY
""\\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003

Reston, VA 20191
Attn:
Project: 910-02-0520

Page 43 of 71
Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-43 Lab Sample Number: 03 7231-43
Room 9170
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/identifications

No growth

11/20/2003

Kay Frick, B.S., MT (ASCP)
30 cfu/m3

Cladosporium species 67%
Penicillium species 33%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
'\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 44 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-44 Lab Sample Number: 03 7231-44

Sampling Location: Room 9175

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/identifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst; Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 60 cfu/m3

FUNGUS Isolated: Aspergillus fumigatus 34%
Penicillium species 33%
Cladosporium species 33%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst; Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
“"\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 45 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-45 Lab Sample Number: 03 7231-45

Sampling Location: Room 9167

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count wildentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP})

Total FUNGAL Count: 30 cfu/m3

FUNGUS lIsolated: Sterilia mycelia 67%
Cladosporium species 33%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY
"\ ASSOCITES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003

Reston, VA 20191
Attn:
Project: 910-02-0520

Page 46 of 71
Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-46 Lab Sample Number: 03 7231-46
Room 9165
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

10 cfu/m3

Coag-negative Staphylococcus species 100%
11/20/2003

Kay Frick, B.S., MT (ASCP)
10 c¢fu/m3

Cladosporium species 100%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 » (703) 648-9150



. AFROBIOLOGY LABORATORY
‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 47 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-47 Lab Sample Number: 03 7231-47

Sampling Location: Room 9161

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 120 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 50%
Corynebacterium species 25%
Micrococcus species 17%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 20 cfu/m3

FUNGUS lIsolated: Aspergillus fumigatus 50%
Cladosporium species 50%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 » Reston, Virginia 20191 + (703) 648-9150



N\ AFROBIOLOGY LABORATORY
*\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 48 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-48 Lab Sample Number: 03 7231-48

Sampling Location: Room 9163

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 20 cfu/m3

FUNGUS Isolated: Cladosporium species 50%
Sterilia mycelia 50%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AFROBIOLOGY LABORATORY
‘\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 49 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-49 Lab Sample Number: 03 7231-49
Sampling Location: Room 9158
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/identifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 40 cfu/m3
BACTERIA Isolated: Bacillus species 100%
Date Analyzed; 11/20/2003
Analyst; Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 30 cfu/m3
FUNGUS lIsolated: Cladosporium species 67%
Geotrichum species 33%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 » Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 50 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-50 Lab Sample Number: 03 7231-50
Sampling Location: Room 9156
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 20 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 10 cfu/m3
FUNGUS Isolated: Penicillium species 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
"‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 51 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-51 Lab Sample Number: 03 7231-51
Sampling Location: Kitchenette In Hall, Near Room 9157
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/identifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 30 cfu/m3
FUNGUS Isolated: Cladosporium species 67%
Yeast 33%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AFROBIOLOGY LABORATORY
*\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003

Reston, VA 20191
Attn:
Project: 910-02-0520

Page 52 of 71
Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-52 Lab Sample Number: 03 7231-52
Room 9157
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Coag-negative Staphylococcus species 50%
Corynebacterium species 50%
11/20/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

11/24/2003

Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



\\ AEROBIOLOGY LABORATORY
‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 53 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-53 Lab Sample Number: 03 7231-53

Sampling Location: Room 9152

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED:; 1005 AIR, Total BACTERIAL Count wi/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 30 cfu/m3

FUNGUS Isolated: Cladosporium species 67%
Penicillium species 33%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
"‘\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 54 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-54 Lab Sample Number: 03 7231-54

Sampling Location: Rom 9148

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count; 40 cfu/m3

BACTERIA isolated: Bacillus species 75%
Coag-negative Staphylococcus species 25%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 40 cfu/m3

FUNGUS Isolated: Aspergillus fumigatus 50%
Penicillium species 25%
Sterilia mycelia 25%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 55 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-55 Lab Sample Number: 03 7231-85

Sampling Location: Room 9146

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 30 cfu/m3

BACTERIA lIsolated: Coag-negative Staphylococcus species 67%
Micrococcus species 33%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 60 cfu/m3

FUNGUS Isolated: Cladosporium species 50%
Penicillium species 33%
Sterilia mycelia 17%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 » Reston, Virginia 20191 ¢+ (703) 648-9150



. AFROBIOLOGY LABORATORY
\\ ASSOCWIIES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 56 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-56 Lab Sample Number: 03 7231-56

Sampling Location: Room 9142

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED:; 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 80 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 50%
Micrococcus species 26%
Staphylococcus aureus 12%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 50 cfu/m3

FUNGUS Isolated: Cladosporium species 60%
Penicillium species 20%
Sterilia mycelia 20%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
“\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 57 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-57 Lab Sample Number: 03 7231-57
Sampling Location: Room 9142
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 40 cfu/m3
FUNGUS Isolated: Sterilia mycelia 75%
Cladosporium species 25%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Cerlificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 58 of 71
Attn: Joh iD: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-58 Lab Sample Number: 03 7231-58

Sampling Location: Room 9136C

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 40 cfu/m3

BACTERIA Isolated: Micrococcus species 50%
Bacillus species 25%
Corynebacterium species 25%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 30 cfu/m3

FUNGUS Isolated: Sterilia mycelia 67%
Cladosporium species 33%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY
‘“"\\ ASSOCKIES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 59 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-59 Lab Sample Number: 03 7231-59
Sampling Location: Room 9137
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 20 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 10 cfu/m3
FUNGUS Isolated: Sterilia mycelia 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 + Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
"" ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Cetrtificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 60 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-60 Lab Sample Number: 03 7231-60
Sampling Location: Room 9136
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/identifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 110 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 10 cfu/m3
FUNGUS Isolated: Penicillium species 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
"\\ ASSOCIATES, INCORPORAIED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 61 of 71

Attn:
Project: 910-02-0520

Job ID: 03 7231

Condition of Sample: MEA BL031117-66 damaged in transit

Sampling Location:

Client Sample Number: BL031117-61 Lab Sample Number: 03 7231-61
Room 9135
11/17/2003 Volume/Area: 100 L

Date Collected:
TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:
Detection Limits;
Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Coag-negative Staphylococcus species 50%
Bacillus species 50%
11/20/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Sterilia mycelia 100%
10 cfu/m3

11/24/2003
Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300  Reston, Virginia 20191 » (703) 648-9150



. AEROBIOLOGY LABORATORY
“\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valiey Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 62 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-62 Lab Sample Number: 03 7231-62

Sampling Location: Room 9136A

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 20 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 40 cfu/m3

FUNGUS lIsolated: Sterilia mycelia 50%
Aspergillus fumigatus 25%
Geotrichum species 25%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
"\ ASSOCHKIES, INCORPORAIED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 63 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-63 Lab Sample Number: 03 7231-63
Sampling Location: Room 9134
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/identifications
Total BACTERIAL Count: 30 cfu/m3
BACTERIA isolated: Micrococcus species 67%
Coag-negative Staphylococcus species 33%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 20 cfu/m3
FUNGUS Isolated: Cladosporium species 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AFROBIOLOGY LABORATORY
"‘\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 64 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-64 Lab Sample Number: 03 7231-64

Sampling Location: Room 9128

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count wi/ldentifications

Total BACTERIAL Count: 40 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 75%
Corynebacterium species 25%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 80 cfu/m3

FUNGUS Isolated: Cladosporium species 50%
Sterilia mycelia 38%
Penicillium species 12%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 65 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-65 Lab Sample Number: 03 7231-65

Sampling Location: Room 9129

Date Collected: 11/17/2003 Volume/Area: 100 L

TJEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY
“\\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 66 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-66 Lab Sample Number: 03 7231-66
Sampling Location: Room 921
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count wildentifications
Total BACTERIAL Count: 80 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 88%
Corynebacterium species 12%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)

Sample damaged in transit; able to analyze.

Total FUNGAL Count: 50 cfu/m3

FUNGUS isolated: Penicillium species 40%
Cladosporium species 40%
Geotrichum species 20%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\\ ASSOCIIES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 67 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-67 Lab Sample Number: 03 7231-67

Sampling Location: Room 9127

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 100%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 30 cfu/m3

FUNGUS Isolated: Cladosporium species 34%
Penicillium species 33%
Sterilia mycelia 33%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive  Suite 300 « Reston, Virginia 20191 « (703) 648-3150



. AEROBIOLOGY LABORATORY
“ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 68 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-68 Lab Sample Number: 03 7231-68

Sampling Location: Room 9124

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wi/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 10 cfu/m3

FUNGUS Isolated: Sterilia mycelia 100%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
'\ ASSOCHITES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Cettificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 69 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-69 Lab Sample Number: 03 7231-69
Sampling Location: Elevator Area-Core
Date Collected: 11/17/2003 Volume/Area: 100 L
TEST REQUESTED; 1030 AIR, Total FUNGAL Count wi/ldentifications
1005 AIR, Total BACTERIAL Count wildentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species 100%
Date Analyzed: 11/20/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 30 cfu/m3
FUNGUS Isolated: Cladosporium species 67%
Sterilia mycelia 33%
Detection Limits: 10 cfu/m3
Date Analyzed: 11/24/2003
Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 + Reston, Virginia 20191 * (703) 648-9150



. AEROBIOLOGY LABORATORY
“"\\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 70 of 71
Attn: Job ID: 037231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Client Sample Number: BL031117-70 Lab Sample Number: 03 7231-70

Sampling Location: Qutdoors

Date Collected: 11/17/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count wildentifications

Total BACTERIAL Count: 40 cfu/m3

BACTERIA Isolated: Corynebacterium species 75%
Bacitlus species 25%

Date Analyzed: 11/20/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 150 cfu/m3

FUNGUS Isolated: Cladosporium species 47%
Penicillium species 27%
Sterilia mycelia 13%

Detection Limits: 10 cfu/m3

Date Analyzed: 11/24/2003

Analyst: Debra Gulick, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 » (703) 648-9150



N\ AEROBIOLOGY LABORATORY
TN\ ASSOCHIES, INCORPORATED

MICROBICLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 11/18/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003
Reston, VA 20191 Page 71 of 71
Attn: Job ID: 03 7231

Project: 910-02-0520
Condition of Sample: MEA BL031117-66 damaged in transit

Results relate only to the items tested.

ﬁzgzw(«_, RS /@f?uu,&p

L ]
Suzanne S. Blevins, B.S., SM (ASCP)
Laboratory Director

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
"N\ ASSOCWIES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 1 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-01 Lab Sample Number: 03 7672-01

Sampling Location: Room 9096

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 « Reston, Virginia 20191 + (703) 648-9150



N\ AEROBIOLOGY LABORATORY

“\‘\ ASSOCIATES, INOCORPORAIED

MICROBIOLOGY SPECIALISTS
Cettificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 2 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-02 Lab Sample Number: 03 7672-02
Sampling Location: Room 9094
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:
Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

30 cfu/m3

Micrococcus species 67%
Coag-negative Staphylococcus species 33%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 + (703) 648-3150



N\ AEROBIOLOGY LABORATORY

ASSOCIATES, INCORPORATED
MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 3 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-03 Lab Sample Number: 03 7672-03
Sampling Location: Room 9101
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth

12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

Client Sample Number:
Sampling Location:
Date Collected:

TEST REQUESTED:

Total BACTERIAL Count;
BACTERIA isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

BL031208-04 Lab Sample Number: 03 7672-04
Room 9103
12/8/2003 Volume/Area: 100 L

1005 AIR, Total BACTERIAL Count w/identifications
1030 AIR, Total FUNGAL Count w/ldentifications

10 cfu/m3

Coag-negative Staphylococcus species 100%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 + (703) 648-9150



N\ AEROBIOLOGY LABORATORY
\\ ASSOCIATES, INCORPORAIED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 4 of 44
Attn; Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-05 Lab Sample Number: 03 7672-05

Sampling Location: Room 91088

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/identifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY

\\ ASSOCHIATES, INCORPORAIED

MICROBIOLOGBY SPECIALISYS
Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 5 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Fiocor
Condition of Sample: Acceptable
Client Sample Number: BL031208-06 Lab Sample Number: 03 7672-06
Sampling Location: Room 9109
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

FUNGUS Isolated:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Coag-negative Staphylococcus species 50%
Corynebacterium species 50%
12/11/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Penicillium species 100%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 + Reston, Virginia 20191 « (703) 648-9150



\\_AEROBIOLOGY LABORATORY

‘\\\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 6 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-07 Lab Sample Number: 03 7672-07
Sampling Location: Room 9119
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

40 cfu/m3

Coag-negative Staphylococcus species 50%
Micrococcus species 25%
Bacillus species 25%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY

\\ ASSQCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 7 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-08 Lab Sample Number: 03 7672-08
Sampling Location: Room 9120
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

40 cfu/m3

Coag-negative Staphylococcus species 50%
Micrococcus species 50%
12/11/2003

Kay Frick, B.S., MT (ASCP)
20 c¢fu/m3

Sterilia mycelia 50%
Yeast 50%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

’\\ ASSOCIATES, INCORPORAIED

MICROBIOLOGY SPECIALISYS

Cetrtificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 8 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL.031208-09 Lab Sample Number: 03 7672-09
Sampling Location: Rom 9126
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Micrococcus species 50%
Corynebacterium species 50%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 + Reston, Virginia 20191 « (703) 648-9150



A\ AEROBIOLOGY LABORATORY
\ ASSOCIATES, INCORPORAIED
MICROBIOLOBY SPECIALISTS

Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 9 of 44

Attn: Job ID: 03 7672

Project: 910-02-0520-0426 Sky 5 Sth Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-10 Lab Sample Number: 03 7672-10

Sampling Location: Room 9131

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

Client Sample Number: BL031208-11 Lab Sample Number: 03 7672-11

Sampling Location: Room 9132

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count wi/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AFROBIOLOGY LABORATORY

"\ ASSOCATES, INCORPORATED

MICROBIOLOGY SPECIALISYS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 10 of 44
Attn: Job ID: 03 7672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-12 Lab Sample Number: 03 7672-12
Sampling Location: Room 9133
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Coag-negative Staphylococcus species 50%
Bacillus species 50%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 » Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 11 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-13 Lab Sample Number: 03 7672-13

Sampling Location: Room 9136B

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 12 of 44
Attn: Job ID: 03 7672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-14 Lab Sample Number: 03 7672-14
Sampling Location: Room 9138
Date Collected: 12/8/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/identifications
Total BACTERIAL Count: 60 cfu/m3
BACTERIA Isolated: Coag-negative Staphylococcus species
Micrococcus species
Date Analyzed: 12/11/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: No growth
Detection Limits: 10 cfu/m3
Date Analyzed: 12/15/2003
Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

“‘\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 13 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-15 Lab Sample Number: 03 7672-15
Sampling Location: Room 9139
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:
Date Analyzed:;
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

30 cfu/m3

Coag-negative Staphylococcus species 67%
Corynebacterium species 33%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 » Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

"N\ ASSOCHIES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Cettificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 14 of 44
Attn: Job ID: 03 7672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-16 Lab Sample Number: 03 7672-16
Sampling Location: Room 9140
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count wildentifications

80 cfu/m3

Bacillus species 38%
Micrococcus species 38%
Coag-negative Staphylococcus species 24%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 » (703) 648-9150



. AEROBIOLOGY LABORATORY
"\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 15 of 44
Attn: Job ID: 03 7672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-17 Lab Sample Number: 03 7672-17

Sampling Location: Room 9143

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/identifications

Total BACTERIAL Count: 50 cfu/m3

BACTERIA isolated: Coag-negative Staphylococcus species

Bacillus species
Non-fermentative gram neg. rod

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 ¢ Reston, Virginia 20191 + (703) 648-9150



. AFROBIOLOGY LABORATORY
*\ ASSOCHTES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 16 of 44
Attn: Job ID: 03 7672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-18 Lab Sample Number: 03 7672-18

Sampling Location: Room 9145

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 « (703) 648-3150



. AEROBIOLOGY LABORATORY
\‘*\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 17 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-19 Lab Sample Number: 03 7672-19
Sampling Location: Room 9144
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:

FUNGUS Isolated:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

10 cfu/m3

Bacillus species 100%
12/11/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Sterilia mycelia 100%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 » Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY

"‘\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Cetrtificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 18 of 44
Attn: Job ID: 03 7672
Project: 910-02-0520-0426 Sky 5 9th Fioor
Condition of Sample: Acceptable
Client Sample Number: BL031208-20 Lab Sample Number: 03 7672-20
Sampling Location: Room 9147
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:

Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:
Detection Limits:
Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count wildentifications

No growth
12/11/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Aspergillus species 100%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive ¢ Suite 300 + Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY
“\\ ASSOCHIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 19 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-21 Lab Sample Number: 03 7672-21

Sampling Location: Room 9149

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: 10 cfu/m3

FUNGUS Isolated: Aspergillus sydowii

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 » Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY

"“'T‘\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 20 of 44
Attn: Job ID: 03 7672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-22 Lab Sample Number: 03 7672-22
Sampling Location: Room 9160
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Coag-negative Staphylococcus species 50%
Micrococcus species 50%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 * Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY
“\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 21 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-23 Lab Sample Number: 03 7672-23
Sampling Location: Room 9151
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

30 cfu/m3

Coag-negative Staphylococcus species 100%
12/11/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Sterilia mycelia 100%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY
\“\\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 22 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-24 Lab Sample Number: 03 7672-24

Sampling Location: Room 9154

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY

""\\ ASSOCIATES, INCORPORATED
MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 23 of 44

Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-25 Lab Sample Number: 03 7672-25
Sampling Location: Room 9164
Date Collected: 12/8/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 30 cfu/m3
BACTERIA Isolated: Bacillus species
Corynebacterium species
Date Analyzed: 12/11/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: No growth
Detection Limits: 10 cfu/m3
Date Analyzed: 12/15/2003
Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

‘\\ ASSOCITES, INCORPORATED
MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 24 of 44

Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-26

Sampling Location: Room 9162

Date Collected: 12/8/2003 Volume/Area: 100 L
TEST REQUESTED:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 30 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species

Date Analyzed:

Bacillus species
12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 20 cfu/m3

FUNGUS lIsolated:

Detection Limits:

Date Analyzed:
Analyst:

Aspergillus ustus
Cladosporium species
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 * Reston, Virginia 20191 « (703) 648-9150

Lab Sample Number: 03 7672-26



. AFROBIOLOGY LABORATORY
“*\\ ASSQCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 25 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-27 Lab Sample Number: 03 7672-27

Sampling Location: Room 9173

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Bacillus species

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP}

11800 Sunrise Valley Drive * Suite 300 » Reston, Virginia 20191 + (703) 648-9150



. AEROBIOLOGY LABORATORY

TN\ ASSOCHIES, INCORPORATED

MICROBIOLOBY SPECIALISYS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 26 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-28 Lab Sample Number: 03 7672-28
Sampling Location: Room 9168
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:
Detection Limits:
Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count wi/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

20 cfu/m3

Bacillus species 50%
Non-fermentative gram neg. rod 50%
12/11/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Yeast 100%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 « (703) 648-9150



.. AFROBIOLOGY LABORATORY
*\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 27 of 44
Attn: Job ID: 03 7672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-29 Lab Sample Number: 03 7672-29
Sampling Location: Room 9169
Date Collected: 12/8/2003 Volume/Area: 100 L
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: 10 cfu/m3
BACTERIA Isolated: Bacillus species 100%
Date Analyzed: 12/11/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: 10 cfu/m3
FUNGUS lIsolated: Cladosporium species 100%
Detection Limits: 10 cfu/m3
Date Analyzed: 12/15/2003
Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
“’\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 28 of 44

Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-30 Lab Sample Number: 03 7672-30

Sampling Location: Room 9172

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 100%

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 + Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 29 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-31 Lab Sample Number: 03 7672-31

Sampling Location: Room 9173

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Bacillus species

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive » Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
T\ ASSOCMIES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 30 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-32 Lab Sample Number: 03 7672-32

Sampling Location: Room 9192

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 10 cfu/m3

BACTERIA Isolated: Streptomyces species

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Cettificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003

11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003

Reston, VA 20191 Page 31 of 44

Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor

Condition of Sample: Acceptable

Client Sample Number: BL031208-33 Lab Sample Number: 03 7672-33

Sampling Location: Room 9193

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth
12/11/2003

Kay Frick, B.S., MT (ASCP)
20 cfu/m3

Penicillium species 50%
Sterilia mycelia 50%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 + Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

‘\"‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 32 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-34 Lab Sample Number: 03 7672-34
Sampling Location: Room 9195
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS Isolated:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

10 cfu/m3

Coag-negative Staphylococcus species 100%
12/11/2003

Kay Frick, B.S., MT (ASCP)
20 cfu/m3

Aspergillus niger 50%
Aspergillus species 50%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
*'\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 33 of 44
Attn: Job ID: 03 7672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-35 Lab Sample Number: 03 7672-35
Sampling Location: Room 9199
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA [solated:

Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:
Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

30 cfu/m3

Streptomyces species 67%
Micrococcus species 33%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 + (703) 648-9150



. AFROBIOLOGY LABORATORY
"‘\\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 34 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sampie Number: BL031208-36 Lab Sample Number: 03 7672-36

Sampling Location: Room 9202

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count; No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 * Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY
*“\\ ASSOCHIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 35 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number; BL031208-37 Lab Sample Number: 03 7672-37

Sampling Location: Room 9209

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: 30 cfu/m3

BACTERIA Isolated: Coag-negative Staphylococcus species 67%
Bacillus species 33%

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY

‘ ASSOCIATES, INCORPORATED
mﬂ;&b

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 36 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-38 Lab Sample Number: 03 7672-38
Sampling Location: Room 9203
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth

12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

Client Sample Number:
Sampling Location:
Date Collected:

TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:

Date Analyzed:
Analyst:

BL031208-39 Lab Sample Number: 03 7672-39
Room 9204
12/8/2003 Volume/Area: 100 L

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth

12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY

~\\ ASSOCHIES, INCORPORATED

MICROBIOLOGY SPECIALISTS

Cetrtificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 37 of 44
Attn: Job ID: 03 7672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-40 Lab Sample Number: 03 7672-40
Sampling Location: Room 9201A
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth

12/11/2003

Kay Frick, 8.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

Client Sample Number:
Sampling Location:
Date Collected:

TJEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:

Date Analyzed:
Analyst:

BL031208-41 Lab Sample Number: 03 7672-41
Room 9198
12/8/2003 Volume/Area: 100 L

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth

12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 « Reston, Virginia 20191 + (703) 648-9150



. AFROBIOLOGY LABORATORY
\\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISTS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 38 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-42 Lab Sample Number: 03 7672-42

Sampling Location: Room 9198

Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

Total BACTERIAL Count: No growth

Date Analyzed: 12/11/2003

Analyst: Kay Frick, B.S., MT (ASCP)

Total FUNGAL Count: No growth

Detection Limits: 10 cfu/m3

Date Analyzed: 12/15/2003

Analyst: Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 « Reston, Virginia 20191 « (703) 648-9150



\\_AEROBIOLOGY LABORATORY

‘\ ASSOCIATES, INCORPORATED

MICROBIOLOGY SPECIALISYS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 39 of 44
Attn: Job ID: 03 7672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-43 Lab Sample Number: 03 7672-43
Sampling Location: Room 9186
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:
Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

30 cfu/m3

Coag-negative Staphylococcus species 34%
Bacillus species 33%
Non-fermentative gram neg. rod 33%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 « Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY

"N\ ASSOCKIES, INCORPORATED

MICROBIOLOBY SPECIALISYS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 40 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-44 Lab Sample Number: 03 7672-44
Sampling Location: Room 9183
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:

Date Analyzed:
Analyst:
Total FUNGAL Count:

FUNGUS Isolated:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth
12/11/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Aspergillus niger 100%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive * Suite 300 + Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
‘\ ASSOCIATES, INCORPORAIED

MICROBIOLOGY SPECIALISTS

Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 41 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-45 Lab Sample Number: 03 7672-45
Sampling Location: Room 9180A
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:

Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

10 cfu/m3

Bacillus species 100%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

Client Sample Number:
Sampling Location:
Date Collected:

TEST REQUESTED:

Total BACTERIAL Count:
Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:

Date Analyzed:
Analyst:

BL0O31208-46 Lab Sample Number: 03 7672-46
Room 9114
12/8/2003 Volume/Area: 100 L

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

No growth

12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive « Suite 300 * Reston, Virginia 20191 « (703) 648-9150



. AEROBIOLOGY LABORATORY
M\\k ASSOCHIES, INCORPORATED

MICROBIOLOBY SPECIALISTS
Certificate of Laboratory Analysis

Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 42 of 44
Attn: Job ID: 037672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-47 Lab Sample Number: 03 7672-47
Sampling Location: Room 9112
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:

Date Analyzed:
Analyst:

Total FUNGAL Count:
Detection Limits:
Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/identifications

60 cfu/m3

Bacillus species 50%
Coag-negative Staphylococcus species 33%
Micrococcus species 17%
12/11/2003

Kay Frick, B.S., MT (ASCP)
No growth

10 cfu/m3

12/15/2003

Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 + Reston, Virginia 20191 « (703) 648-9150



N AEROBIOLOGY LABORATORY
_ “\\ ASSOCIATES, INCORPORATED

MICROBIOLOBY SPECIALISTS

Cetrtificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 43 of 44
Attn: Job ID: 03 7672
Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable
Client Sample Number: BL031208-48 Lab Sample Number: 03 7672-48
Sampling Location: Outdoors
Date Collected: 12/8/2003 Volume/Area: 100 L

TEST REQUESTED:

Total BACTERIAL Count:
BACTERIA Isolated:
Date Analyzed:
Analyst:

Total FUNGAL Count:
FUNGUS lIsolated:
Detection Limits:

Date Analyzed:
Analyst:

1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications

10 cfu/m3

Non-fermentative gram neg. rod 100%
12/11/2003

Kay Frick, B.S., MT (ASCP)
10 cfu/m3

Aspergillus species 100%
10 cfu/m3

12/15/2003
Ann Atkinson, B.S., MT (ASCP)

11800 Sunrise Valley Drive + Suite 300 * Reston, Virginia 20191 « (703) 648-9150



N\ AEROBIOLOGY LABORATORY
*‘\\ ASSQCIATES, INCORPORAIED

MICROBIOLOBY SPECIALISYS
Certificate of Laboratory Analysis
Applied Environmental, Inc. Date Received: 12/9/2003
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 12/15/2003
Reston, VA 20191 Page 44 of 44
Attn: Job ID: 037672

Project: 910-02-0520-0426 Sky 5 9th Floor
Condition of Sample: Acceptable

Client Sample Number: BL031208-49 Lab Sample Number: 03 7672-49
Sampling Location: Blank
Date Collected: 12/8/2003 Volume/Area:
TEST REQUESTED: 1005 AIR, Total BACTERIAL Count w/ldentifications
1030 AIR, Total FUNGAL Count w/ldentifications
Total BACTERIAL Count: No growth
Date Analyzed: 12/11/2003
Analyst: Kay Frick, B.S., MT (ASCP)
Total FUNGAL Count: No growth
Detection Limits: N/A
- Date Analyzed: 12/15/2003
Analyst: Ann Atkinson, B.S., MT (ASCP)

Results relate only to the items tested.

sls-ul. CJ- /@&uu(&
L J
Suzanne S. Blevins, B.S., SM (ASCP)
Laboratory Director

11800 Sunrise Valley Drive « Suite 300 » Reston, Virginia 20191 « (703) 648-9150
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OCCUPANT INTERVIEW FORMS



|
Occupant Interview Page 10f 2

Building Name: 5?(4(\% g File Number: __ " 042(«
Address: suAAC/ qw

Occupant Name:

Completed by: B lee Title: Staf¥ [ H Date: 1! ) 4 ‘,03

Work Location: __ 119 0

Section 4 discusses collecting and interpreting information from occupants.

SYMPTOM PATTERNS
What kind of symptoms or discomfort are you experiencing?

Drv] ATy oak — cousln
Bves rieh-dry
v

Are you aware of other people with similar symptoms or concerns? Yes No

If so, what are their names and locations? _IM £ M € 6lanwess

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q undergoing chemotherapy or radiation therapy

Q contact lenses Q chronic cardiovascular disease
Q allergies Q chronic respiratory disease Q immune system suppressed by disease or
other causes
Q chronic neurological problems @) Swee et vua

TIMING PATTERNS
When did your symptoms start?

Koowt  (@qq

When are they generally worst?

Fat g 1in Mo e Vb
Do they go away? If so, when?

Gt bl at hwea  unkss  smaking & muwch

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the
building) that tend to occur around the same time as your symptoms?

Indoor Air Quality Forms 185



L
Occupant Interview Page 2 of 2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

0 hces 'n’LVD'\ﬁ\LGVj swde  auh \’»)u’:\ckcvw\

Where do you spend most of your time in the building?

Bulle of +ina Gpent  1n otthee

ADDITIONAL INFORMATION
Do you have any observations about buiiding conditions that might need attention or might help explain your
symptoms {e.g., temperature, humidity, drafts, stagnant air, odors)?

, QS oup peevs

Tavy vnovhne | egep ofier
4+ e sl

Have you sought medical attention for your symptoms?

SOV)\.L {od (/Uf\' q?&ccc“— “9 Gl(scow‘cv‘/d(

Do you have any other comments? .
1949 - 2000 sw e IV | W?t)SLOO.D— MC ol o’ °1ueuL‘L'-7

4wt ' o e “)W*"“P*‘ Wedieal

6-(-&)" ' 3V s ‘oewn groLne, on -Kcv' Yeoss W hocs
cofrer  woree »
Uas Lws e dv edrriee stede av

hebrbns—

186 Indoor Air Quality Forms



Occupant Interview 42, Page 1of 2

Building Name: gk:/lf"t S File Number:

Address:

Occupant Name: _—__ Work Location: __ 9 [ 5D

Completed by:_ B (2 Tive: _ e IH pate: ! [(4 (23

Sections 4 discusses collecting and interpreting information from occupants.

What kind of symptoms or discomfort are you experiencing?

Headncho , eyes 1eky
Tthupo-odeee Copmplants -

Are you aware of other people with simiiar symptoms or concemns? Yes No

If so, what are their names and locations?

Do you have any health conditions that may make you partictdarly susceptible to environmental problems?

Q contact lenses Q clwonic cardiovascular disease O undergoing chemotherapy or radiation therapy
%allerg‘s 0 chronic respiratory disease O immune system suppressed by disease or
other causes
(16 QD?&-\’\NS Q chronic neurological problems
THVING PATTERNS
When did your symptoms start?

Lhpon emdir vy Kftes

When are they generally worst? 9@“{, -Po" a./uJ'V\\‘f

pler 6 9

Do they go away? If so, when?
Yoo whae 4 Leone

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the building) that
tend to occur around the same tire as your symptoms?

A 5 shde of  Stufhy A
Sl gum o emhwer okt consfir ™

Indoor Air Quality Forms 185



Occupart Iinferview Page 2 of 2

SPATLAL PATTERNS
Whemanyrjwhen experience symptoms or discomfort?
v (7R

Where do you spend most of your time in the building?

'\kbi"’ L \QQ‘\KL W W %.L‘Q’bge'\"

ADDITIONAL INFORIVRITOM .
Do you have any observations about bullding conditions that might need attention or might heip explain your sympéoms (e.g.,
temperature, humidily, drafts, stagnant alr, odors)?

7Wr<—sz

Have you sought medical attention for your symploms?
WNo

Do you have any other comments?

b os sinlQ;‘ ™ Wt or T cold
Ho b poollsns  Sluee  [udhe [nesom o
50\@!,0}4 cﬂwp«‘l JLW&‘—V‘W A:("w M(m

E‘C@\ o’ CENEwns.

CDMM WC;@MM%% T WWG)

Indoor Air Quality Forms 188



]
Occupant Interview Page 10f 2

Building Name: Sy hwe & File Number: _— O 42t
Address: 9\/&44& Qoc>

Occupant Name:

Wbrk Location: ﬁ 13 “5/
Title: 5-‘@“, s Date: ___{* li’l ’ 03

Section 4 discusses collecting and interpreting information from occupants.

Completed by: B Lee

SYMPTOM PATTERNS
What kind of symptoms or discomfort are you experiencing?

Nehe ) .
No conplawts ot Thoen  Shele “;‘;K "h”’\ol—"‘ﬂﬁ
No

Are you aware of other people with similar symptoms or concerns? Yes -

If so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptibie to environmental problems?

QO contact lenses Q chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy

Q immune system suppressed by disease or

0 allergies Q chronic respiratory disease
other causes

Q chronic neurological problems

TIMING PATTERNS
When did your symptoms start?

When are they generally worst?

Do they go away? If so, when?

Have you noticed any other events {such as weather events, temperature or humidity changes, or activities in the
building) that tend to occur around the same time as your symptoms?

Indoor Air Quality Forms 185



]
Occupant Interview Page 2 of 2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the building?

ADDITIONAL INFORMATION
Do you have any observations about building conditions that might need attention or might help explain your

symptoms {e.g., temperature, humidity, drafts, stagnant air, odors)?
Have you sought medical attention for your symptoms?

Do you have any other comments?
MWM& —_ @/w“ Sen s 64«\-?’(‘3 a'ﬁ‘b(/
Swrdoun o £ btde,

No W\““’LB

186 Indoor Air Quality Forms



Occupant Interview Page 10f 2
Building Name: 5 l“’i ( we § File Number: _— O 42.(,
Address: 7\,%-\4, qoo

Work Location: Q20%F
Title: 5W IH Date: !l ( (6;/5?

Saction 4 discusses collecting and interpreting information from occupants.

Occupant Name:

Completed by: ﬁt e

SYMPTOM PATTERNS
What kind of symptoms or discomfort are you experiencing?

No cowpla: Atz (see commechs)

No

Are you aware of other people with similar symptoms or concerns? Yes

If so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?
O contact lenses Q chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy

Q immune system suppressed by disease or

Q allergies Q chronic respiratory disease
other causes

Q chronic neurological problems

TIMING PATTERNS
When did your symptoms start?

When are they generally worst?

Do they go away? If so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the
building) that tend to occur around the same time as your symptoms?

Indoor Air Quality Forms 186



. ]
Occupant Interview Page 2 of 2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the building?

ADDITIONAL INFORMATION
Do you have any observations about buitding conditions that might need attention or might help explain your

symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)?
Have you sought medical attention for your symptoms?

Do you have any other comments?

Puning  Viga W}\'S; U.)(a.ﬂ\ enskre Mw/

-C’O'N\ W W\V\@QUN%J
Mo pold growth 15 Uleored uoper olcbcc:wﬁw

186 Indoor Air Quality Forms



|
Occupant Interview Page 10f 2
File Number: _— 0474

Building Name: gh:llw 5
Address: SV\,L ‘k— Qee

Occupant Name: Wbrk Location: q l 7g

Completed by: ﬁ\ﬁf/ Title: M " Date: f/// 7[1 J

Section 4 discusses collecting and interpreting information from occupants.

SYMPTOM PATTERNS
What kind of symptoms or discomfort are you experiencing?

Tewperschre  disconfovd

Are you aware of other people with similar symptoms or concerns? Yes No

If so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q contact lenses Q chronic cardiovascular disease Q undergoing chemotherapy or radiation therapy

0 immune system suppressed by disease or

Q allergies Q chronic respiratory disease
other causes

O chronic neurological problems

TIMING PATTERNS
When did your symptoms start?

When are they generally worst?

Do they go away? If so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the
building) that tend to occur around the same time as your symptoms?

Indoor Air Quality Forms 188



—
Occupant Interview Page 2 of 2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

l)a/mg

Where do you spend most of your time in the building?

ADDITIONAL INFORMATION
Do you have any observations about building conditions that might need attention or might help explain your
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)?

Have you sought medical attention for your symptoms?

Do you have any other comments?
Co LA cn o noter

T}Ws wavin 1 n SUMrey” —

186 Indoor Air Quality Forms



Occupant Interview Page 10f2
Building Name: __ 2k (1e & File Number: _— 0¥2€
Address: SU’V‘\C’ % e

Occupant Name: Wbrk Location: Q"LD G

Completed by: B L’/" Title: %,DQC Rad Date: “l(%lfb

Saction 4 discusses collecting and interpreting information from occupants.

SYMPTOM PATTERNS
What kind of symptoms or discomfort are you experiencing?

1) Covpn - can wt obbuk b (AR
ZS“l'mmkm wiam/t'g y

Are you aware of other people with similar symptoms or concerns? Yes No

If so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q contact lenses Q chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy

Q allergies Q chronic respiratory disease O immune system suppressed by disease or
other causes

Q chronic neurological problems @ Swmns o W‘«m’\

TIMING PATTERNS

When did your symptoms start?
5tk v Ths 3

When are they generally worst?

[ epl,c/cp‘”‘

Do they go away? If so, when?

Do ctev Wsar\\’)(_e( g«u&\(/sw duo e dipce (_'/9-,,‘_%/],\

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the
building) that tend to occur around the same time as your symptoms?

{ndoor Air Quality Forms 1856



]
Occupant Interview Page 2 of 2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

At o oo useds

Where do you spend most of your time in the building?

ADDITIONAL INFORMATION
Do you have any observations about building conditions that might need attention or might help explain your -

symptoms {(e.g., temperature, humidity, drafts, stagnant air, odors})?

Have you sought medical attention for your symptoms?

Do you have any other comments?

186 Indoor Air Quality Forms



|
Occupant Interview Page 10f 2

Building Name: 6"‘4 e 5 File Number: _— 047 6

Address: 5%&4(/ Qoo

Occupant Name: Wbrk Location:

Completed by: _ B0  Tive:_SkadF [FF

Date: _! ! ’ ’%/?’B

Section 4 discusses collecting and interpreting information from occupants.

SYMPTOM PATTERNS
What kind of symptoms or discomfort are you experiencing?

*("prw‘wb CcomE \evs NV

Are you aware of other people with similar symptoms or concerns? Yes

If so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q contact lenses Q chronic cardiovascular disease Q undergoing chemotherapy or radiation therapy

O immune system suppressed by disease or

0 allergies Q chronic respiratory disease
other causes

Q chronic neurological problems

TIMING PATTERNS
When did your symptoms start?

When are they generally worst?

Do they go away? If so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the
building) that tend to occur around the same time as your symptoms?

Indoor Air Quality Forms 1885



Occupant Interview Pagezorz )

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the building?

ADDITIONAL INFORMATION
Do you have any observations about building conditions that might need attention or might help explain your
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)?

Have you sought medical attention for your symptoms?

Do you have any other comments?
Wr(/ optvrernd %Wu_};\,m}j ‘ loor~
Becwpand b ko rladed o

pers )} o baence,

186 Indoor Air Quality Forms



|
Occupant Interview
Building Name: _ by lae &

3 e D ’
2 gt pats Work Location: N4

riter S I pate: L (15

Page 1 of 2
File Number: ~—042¢

Address:

Occupant Name:
Completed by: ﬁ] {ea

Section 4 discusses collecting and interpreting information from occupants.

SYMPTOM PATTERNS
What kind of symptoms or discomfort are you experiencing?

"[‘W Corp o atz

Are you aware of other people with similar symptoms or concerns? Yes

If so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q contact lenses Q chronic cardiovascular disease Q undergoing chemotherapy or radiation therapy

U immune system suppressed by disease or

>Ziallergies 0 chronic respiratory disease
other causes

Q chronic neurological problems

TIMING PATTERNS
When did your symptoms start?

When are they generally worst?

Do they go away? if so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the
building) that tend to occur around the same time as your symptoms?

Indoor Air Quality Forms 1856



|
Occupant Interview Page 1 0f 2

Building Name: _ & tuline S File Number: _— O
Address: bu,t‘l(/ QO/O

Occupant Name: 7 4 2
Completed by: Bles Title: Siﬂﬁp b Date: _L ! I f“l(‘—‘3

Wbrk Location:

Section 4 discusses collecting and interpreting information from occupants.

SYMPTOM PATTERNS
What kind of symptoms or discomfort are you experiencing?

Np o

Are you aware of other people with similar symptoms or concerns? Yes No

If so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q contact lenses Q chronic cardiovascuiar disease QO undergoing chemotherapy or radiation therapy

0 immune system suppressed by disease or

U altergies Q chronic respiratory disease
other causes

Q chronic neurological problems

TIMING PATTERNS
When did your symptoms start?

When are they generally worst?

Do they go away? If so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the
building) that tend to occur around the same time as your symptoms?

Indoor Air Quality Forms 188



|
Occupant Interview Page 2 of 2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the building?

ADDITIONAL INFORMATION
Do you have any observations about building conditions that might need attention or might help explain your
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)?

Have you sought medical attention for your symptoms?

Do you have any other comments?

186 Indoor Air Quality Forms

)



Occupant Interview Page 1 of 2

Bulding Name: __ Sy (the & FloNumbor: __ 24

aess: 9w 1h_900

Occupant Name: - Work Locati Q/M

Comleted by: B lee Tite: et [H Dete: \l‘(q(x}

Seclions 4 discusses collecting and interpreting irformation from occupants.

What kind of symptoms or discomfort are you experiencing?
No oL(sC,o‘W\fUA .

Are you aware of other people with similar symptoms or concems? Yes No

If s0, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?

O contact lenses Q chwonic cardiovascular disease Q undergoing chemotherapy or radiation therapy
1 X X1 4
0 allergies (ﬁdﬂuﬁcr&sphtorydlseasef ~A O immune system suppressed by disease or
other causes
Q chronic neurological problems
TIVING PATTERNS

When did your symptoms start?
When are they generally worst?

Do they go away? if so, when?

Haveyounoﬂmwmm(suwasmmmmmmm,mmhmm)m
tend 10 occur around the same time as your symptoms?

Indoor Air Quality Forms 185



Occupant Interview Page 2of 2

SPATIAL PRTTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the bullding?

ADTATIONAL INFORWVRTION R
Do you have any observations about bullding conditions that might need attention or might heip explain your symploms (e.g.,
temperature, humidity, drafits, stagnant alr, odors)?

Have you sought medical atiention for your symptoms?

Do you have any other comments?

Indoor Alr Quality Forms 188
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e

o

Occupant Interview Page 10f2

Buliding Name: 6“"’1'”‘& 5/ File Number:
Address: Guude G0
Occupant Name: __~" Work Location: Q(SZP
Compieted by: B L Tie:_ Skt (U Date: ?\\\"\)03
Secfions 4 discusses collecting and interpreting information from occupants.
SYWPTONVIPAT TERNS
What kind of symptoms or discomfort are you experiencing?
Tegurahre - deoombrrt (G
Are you aware of other people with similar symploms or concems? Yes No

If so, what are their names and locations?

Do you have any health conditions that may make you particularly plible to environmental problems?
Q contact lenses Q clwonic cardiovascutar disease O undergoing chemotherapy or radiation therapy
Q allergies 0 chronic respiratory disease QO immune system suppressed by disease or
other causes
Q chronic neurological problems
TIVING PATTERNS
When did your symptoms start?
When are they generally worst?

Do they go away? If so, when?

Have you noticed any ofher events (such as weather events, temperature or humidity changes, or activities in the building) that
tend to occur around the same time as your symploms?

Indoor Air Quality Forms 188



I - Page 2 of 2

SPATIAL PATTERNS
Where are you when you expefience symptoms or discomfort?

Where do you spend most of your time in the buiding?
ADDITIONAL INFORIVFIION

mmmwmmmmwmﬂwm«mmmymm(m,
temperature, humidity, drafts, stagnant alr, odors)?

""smwﬁmmwmw

Do you have any other comments? !
i

[\,

M OLCva’wj ML!’M W(_ﬁ/‘ ;CM(((Q/ 9’1“’0""""\
h.«/ pthar  ECCrpuk.

Indoor Air Quality Forms 186 .



OCccupark Interview Page 10f 2
Bullding Name: 6(%4( we 5 File Number: %24
Address: Jude 900
Occupant Name: Work Location: ‘7/8@
Completeaby:_ - it e o4etf | Y pate:_1] 17]273
Sections 4 discusses collecting and interpreting information from occupants.
What kind of symptoms or discomfort are you experiencing?

éwﬁ M«r\ WWW 5./»&@/“3 of u/‘&(m(,s
Are you aware of other people with similar symptoms or concems? Yes No K
if 50, what are their names and locations? bthom  @¥lse , ¢4, tr‘)hum Wacrenn Johnsor

M e dssordeeo gllegvic [ lee
Do you have any health conditions that may make you particularly susceptible to environmental problems?
‘?@ontactlenses 0 chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy
QO allergies 0 chronic respiratory disease 0 immune system suppressed by disease or

other causes
Q chronic neurological problems

THVING PATTERNS Mol 4:&\0] 154 -

your symptoms start? Ut e lov,.C
Koo Fondd o
When are they generally worst?

3=
Do they go away? if so, when? v
b Mo , Lot oft e

Have you noticed any other events (such as weather events, temperature or humidity changes, or aclivities in the building) that
tend 1o occur around the same time as your symptoms?

Flovd fevpomse incmased s mpiong
M/\DV("(7 lla,(./é- 4’°

Indoor Air Quality Forms 185



]
Occupart Interview Page 20f2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

ln old office

Where do you spend most of your time in the building?

IV o oFhee

ADDITIONAL INFORIVRTION .
Do you have any observations about buliding conditions that might need attention or might help explain your symptoms (e.g.,
temperature, humidity, drafts, stagnant alr, odors)?

e (cared wrmy Yoo flad ocempenst 9B tn A¥ica.

Have you sought medical attention for your symptoms?
V%, Occnpational puwse cvnd o ythamolog: st
w i no dieet sltagmasis.

Do you have any other comments?

Rood  wwosed o V\e,«-oaﬁg"‘/ N0 59yprplons, Then

6B Nnddeatzom | wvedd ek do xIca
md 7Y oo gin el et

bore 0 loctos ol fed e 2hvlew ot son,
ecfm?iovr\ fron~ same ofh. . Condd e Hyom
Yewo

Mowved o N,wo(f\’?lce) oo 91

Cwlmw% L/Q\Lm;bofo% Fmsmm Storms.
et carpit svme Qh4,



L

e

Cccupant Interview Page 10f2

Bulding Name: _3 ) 1ne S File Number: ¢Z&

Address: Sude 9o

Occupant Neme: ___~— work Location:_ 90 94

Completed by: B«LA it Skt [ pete:_11 113[03

Sections 4 discusses collecting and interpreting information from occupants.

What kind of symptoms or discomfort are you experiencing?

Wzo,{,m ;Mu%
Are you aware of other people with similar symptoms or concerns? Yes%___m ﬁ

50, what are thel pames and locatons? _ L7 5™ anﬁg

Do you have any health conditions that may make you parficularly susceptible to environmental problems?

O contact lenses 0 chwonic cardiovascular disease Q undergoing chemotherapy or radiation therapy
76\alle|g'es O chronic respiratory disease O immune system suppressed by disease or
other causes
Q chronic neurological problems

WhendldyaurKnptx)mso‘Jf ':tar: M’k
Whenmﬂn;ég;qnemllyworst?w o by e S o~ slovz

mmwwgzz;m;ﬂ\.m leowt \N:t\ol“\ oY cWrbﬁM

Have you noticed any other events (such as weather events, temperature or humidity changes, or aciivities in the building) that
tend to occur around the same time as your symptoms?

Indoor Air Quality Forms 188



Occupart Interview Page 2 0f 2

SPATLAL PRI TERNS
Where are you when you experience symptoms or discomfort?

v ofhue

Where do you spend most of your time In the bullding?
Nes-
ADDITIONAL INFORIVATION .
Do you have any observations about bullding conditions that might need attention or might help explain your symptoms (e.g.,
temperature, humidity, drafts, stagnant air, odors)?

61‘01@/#“% A

Have you sought modical attention for your symptoms?
Jes

Do you have any other comments?

Stufly | slale a1/

Indoor Air Quality Forms 186



Interview Page 10f2
Building Name: 6&4}{&% f File Number: 4%
Address: Gk G0
Occupant Name: - Work Location: Q|{Z
Compileted by: 8- Lr Tite: St [H Date: "“‘1)03

Sections 4 discusses collecting and interpreting information from occupants.

SYMPIOMIPAT TERNS
What kind of symptoms or discomiort are you experiencing?

Ne »evious  discomfor

Are you aware of other people with similar symptoms or concermns? Yes No

If so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q comtact lenses 9 chwonic cardiovascular disease Q undergoing chemotherapy or radiation therapy
Q allergies Q chronic respiratory disease O immune system suppressed by disease or
ofther causes
Q chronic neurological problems
THVING PAT TERNS
When did your symptoms start?
When are they generally worst?

Do they go away? if so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the building) that
tend 1o occur around the same time as your symptoms?

Indoor Air Quality Forms 1888



o

' Page 2 of 2

SPATIAL PRTTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the buliding?

ADDITIONAL SNFORIVRTION .
Do you have any observations about buliding conditions that might need attention or might aexplain symptoms (e.g.,
temperature, humidity, drafts, stagnant alr, odors)? el your (oo

Have you sought medical attention for your symptoms?

Do you have any other comments?
Hold ol inw‘hl\ ?vtsouv’t ot oru_ dLuse, M.A—V\M

remad wedl MSe Ay, Has ot ex emcecl
Ity iwlwiwxfﬁ%% Ly C,é%%f{l‘:fd‘cﬂf
o the >ince-
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Occupant Interview Page 10f 2
Buliding Name:_@@ﬂ]& g File Number: 4%

Address: Jadt Jouv

Occupant Name: Work Location: ____ /1 [

Completed by: B. Lee e B4 FE [ H Date: “’1‘7/03
Sections 4 discusses collecting and interpreting information from occupants.

SYIVPTOMVIPRI TERNS .
What kind of symptoms or discomfort are you experiencing? X
b oy modes,

Mapy (ke 5Ymptoms, o flgey o
Cold aiv complainks | chun d

Are you aware of other people with similar symptoms or concems? Yes No

if s0, what are their names and locations?

Do you have any health conditions that may make you particularly susceptibie to environmental problems?

Q contact lenses Q chronic cardiovascular disease Q undergoing chemotherapy or radiation therapy
“Wallergies 0 chronic respiratory disease 0 immune system suppressed by disease or
dust mits Q chronk neuroogical problems ofher oausss
rold
TUVING PATTERNS

When did your symptoms start?

Mo wiry bod 0 s

When are they generally worst?

Do they go away? If so, when?

Haveywnﬁwdwﬂm%(suﬁwmmwmﬁnmmmﬂwdm,wmmmmmm
tend to occur around the same time as your symptoms?
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Occupart Interview
l Page 2 of 2

SPATIAL PRI TERNS
Where are you when you experience symptoms or discomfort?

MO | nweme
!
Where do you spend most of your time in the bullding?
'\#b
ADDITIONAL INFORIVATION ‘
Do you have any observations about buliding conditions that
temporature, humidily, drafts, stagnant alr, odors)? ight need aftention of might help expiain your symptoms (e.g.,

Have you sought medical attention for your sympioms?

Y45 ~-

mﬂx:“m;jkm&now w h e pwt w ]
Wacidtsee. Aod baw  podi Bed  supply ot Haseee
1o M" old and mblé"ﬂalf. ,Qea//us Tont
Nowblerpiy will wi b as god  aw ot

W\/\Ww;
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L
Occupart Interview Page 1 0f2

Building Name: 5"‘4"’“« 5 File Number: 4’2&
Address: _ud k- _G00
Occupant Name: - Work Location: q'%

Completed by: Q)'L‘L WM \H Dme:\\llokl‘as
Sections 4 discusses collecting and interpreting information from occupants.

SYNPTOVIPAL TERNS
What kind of symptoms or discomfort are you experiencing?

No, wot walle,

Are you aware of other people with simlier-symptoms or concems? Yes \/ No "%

If so, what are their names and locations?

S Mns Poar® [ fogy 9154

Do you have any health conditions that may make you particularly susceptible to environmental problems?

a contact lenses Q clwonic cardiovascular disease Q undergoing chemotherapy or radiation therapy
0 allergies Q chronic respiratory disease O immune system suppressed by disease or
other causes
Q chronic neurological problems
TIVING PATTERNS
When did your symptoms start?
When are they generally worst?

Do they go away? If so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the buiiding) that
tend to occur around the same time as your symptoms?
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Occupart Infterview Page 2 of 2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the building?

ADDITIONAL. INFORIVRTION .
Do you have any observations about buliding conditions that might need atterion or might help explain your sympioms (e.g.,
temperature, humidity, drafts, stagnant alr, odors)?

Have you sought medical attention for your symptoms?

Do you have any other comments?

luth God, fano werw o & glees o el
Ardh 3 how ofarer Diord.

u
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Occupant Interview Page 10f2

Buikding Name: _5> by line S e Number:_ <520,
Address: S"‘""“’C/ﬁo
Occupant Name: s Work Location: ﬁl D?

Completed by: EL@L Title: % [H Da(e;“’("l(bﬁ

Sections 4 discusses collecting and interpreting information from occupants.

SYIVPTOVIPRT TERNS
What kind of symptoms or discomfort are you experiencing?

NO  advtvse  Comneadrs.

Are you aware of other people with simiiar symptoms or concems? Yes No

If so, what are their names and locations?

Do you have any heaith conditions that may make you particularly susceptible to environmental problems?

O contact lenses O chronic cardiovascular disease Q undergoing chemotherapy or radiation therapy
Q allergies 0 chronic respiratory disease 0 immune system suppressed by disease or
other causes
Q chronic neurological problems
TIMING PATTERNS
When did your symptoms start?
When are they generally worst?

Do they go away? if so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or aclivities in the building) that
tend to occur around the same time as your symptoms?
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Occupastt Interview Page 20f 2

SPATIAL PRTTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the building?

ADDITIONAL INFORIVATION .
Do you have any observations about buiiding conditions that might need attention or might heip expiain your symptoms (e.g.,
temperature, humidily, drafts, stagnant alr, odors)?

Have you sought medical attention for your symptoms?

Do you have any other comments?
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Occupart Interview Page 10f2
Buiiding Name: ﬁ’([‘“"g File Number: 4w

Address: -’—{/1'4(/ @B‘D

Occupant Name: —_— Work Location: qoqg
Completed by: ‘B\WV\L“/ Title: ﬂﬂfh(ﬂ pate:_14[14]03

Sections 4 discusses collecting and interpreting information from occupants.

What kind of symptoms or discomfort are you experiencing? ‘
Sty 1se, gllerny (e 97 me TS in Fhe

Pask poX fEcent v
? Yes / No

Are you aware of other people with similar symptoms or

150, what are their names and locations? __Kegm __ 054

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q contact lenses Q clwonic cardiovascular disease Q undergoing chemotherapy or radiation therapy
%alletgies Q chronic respiratory disease O immune system suppressed by disease or
other causes
Q chronic neurological problems
TIMING PATTERNS
When did your symptoms
W hen w/jlv_) symell 15 P/%md’
When are they generally worst?

Not ook, no oobis  (n blolg:

Do they go away? i so, when?

L]

Have you noticed any other events {such as weeather events, temperature or humidity changes, or activities in the buiiding) that
tend to occur around the same time as your symptoms?
[
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. 3
I Page 2 of 2

SPATLAL PATTERNS
Where afe you when you experience symptoms or discomfort?
N oface

Where do you spend most of your time in the building?

yes
ADDITIONAL INFORIVRYION .
Doywhavemyobservaﬁmsabombuldngcondiﬁmsmatmlgumedaﬂanﬂonormlgl'nthelpexplainmsyrmum(e.g.,

temperature, humidity, drafts, stagnant alr, odors)? !
0D (wusin , moldl) Wt have gt fnp peresd
i awhile.

Have you sought medical attention for your symptoms?

o

Do you have any other comments?

Mo oders  In awhile
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Occupant Interview Page 10f2
Building Name: 6h1 ]\ - 5 File Number: 4 20

Address: __Juide 302
O t Name: - Work Location: qlw

P

Comploted by ' Lee e _Sket® pate:__11} 11103

| 4 \

Sections 4 discusses collecting and interpreting information from occupants.

What kind of symploms or discomfort are you expetiencing?

o discentord

Are you aware of other people with similar symptoms or concerns? Yes X m&
(hac , (n ol e

If 50, what are their names and locations?

Do you have any health conditions that may make you particularly susceptibie to environmental problems?

Q contact lenses Q chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy
: 0 chronic respiratory disease Q immune system suppressed by disease or
l& other causes

4b Mo Q chronic neurological problems

TIVING PAT TERNS

When did your symptoms start?
‘When are they generally worst?

Do they go away? [f so, when?

Have you noticed any other events {such as weather events, temperature or humidity changes, or activilies in the building) that
tend to occur around the same time as your symptoms?
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Occupart Interview Page 2 of 2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

Where do you spend most of your time in the building?
ADDITIONAL INFORIVRTION

mmmwommmmwmwm«mmwywm(w“
temperature, humidity, drafts, stagnant air, odors)?

Have you sought medical attention for your symptoms?

I as lod oo g o
olduw ot .
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Occupant Interview Page 10f 2

Buliding Name: Shhr\» 5 o Number: __ FLL

Address: | Jui e o7

Occupant Name: __ " Work Location:_ 1) 3 Z-

Compieted by: P, Le mb«k@# I Me:"(/?/d?

Sections 4 discusses collecting and interpreting information from occupants.

What kind of symptoms or discomfort are you experiencing?
Sh fy /:'hla air
po  discombsris

Are you aware of other people with similar symploms or concems? Yes No y

K so, what are their names and locations?

Do you have any health conditions that may make you particularly susceptible to environmental problems?

Q contact § Qch cardic dar disease O undergoing chemotherapy or radiation therapy
#alletgies 0 chronic respiratory disease O immune system suppressed by disease or
Sen other causes

Q chronic neurological problems
THVING PATTERNS

When did your symptoms start?

No didk condlahos wifh am symekoms

When are they generally worst?

Do they go away? If so, when?

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the building) that
tend to occur around the same time as your symplome?
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Occupart Interview Pege 20f2

SPATIAL PATTERNS
Where are you when you experience symptoms or discomfort?

— At /(,o/rofa( mernigs ape epfonaled ,{,wnﬂd
2L AL olowntine
Where do you spend most of your time in the building?

ybb

ADDITIONAL INFORIVATION .
mmmwommmmmmmmmmwmwpmmm(m.
temperature, humidity, drafts, stagnant air, odors)?

Have you sought medical attention for your sympioms?

Do you have any other comments?

"Wﬁratm o pro\ﬂuwé P (AG,
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